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6 Attachments 

3rd W SAP 02-09̂ 1 l_DRAFT.doc Work Plan - Appendix 8 02-09-1 l.doc 3rd West SITE MAP.pdf 

Third West Construction Sequencing - Rev. lA.docx 3WSub (SHASP)02-09-l l_DRAFT.doc 

3rd W Work Plan - 02-09-1 l_DRAFT.doc 

Joyce and Craig: 

Attached are the plans that have been requested regarding the upgrade activities planned for our Third West 
Substation. The attached include: 

• Work Plan and appendices (which includes the Sampling and Analysis Plan and additional detail 
regarding Contractor scope of work/responsibilities) 

• Site Health and Safety Plan 
• Referenced documents (site map and draft construction sequencing document) 
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Per our previous communication via email, it is our understanding that we can expect to receive comment from 
you within 2 weeks of you receiving this email. We appreciate your willingness to conduct the review with a 
short turn-around time. 

Future action will include incorporating your comments, making final revisions and re-submitting the plans to 
you for final approval. I would anticipate that once we incorporate comments that final approval of the 
documents would not be a lengthy process. 

We look forward to receiving comments by February 24,2011. 

Again, thank you for working with us through this process. 

Regards, 
Brian King 
T&D Environmental Services 
ROCKY MOUNTAIN POWER 

1407 West North Temple, NTO 230 
Salt Lake City, Utah 84116 
Direct: 801-220-4831 
Cell: 801-520-7854 
Email: brian.kinq@Dacificorp.com 
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Acronyms 

op 
AHERA 
bgs 
BZ 
CAR 
COC 
DQA 
DQO 
EDD 
EPA 
EZ 
f/mm2 
FSDS 
FSP 
GPS 
Grace 
HASP 
IDL 
L A t 
NA 
ND 
NVLAP 
OSC 
PCME 
PE 
PLM 
PM 
PPE 
QA 
QAM 
QC 
QMP 
R&R 
SAP 
WP 
SOP 
TWA 

degrees Fahrenheit 
Asbestos Hazard Emergency Response Act 
below ground surface 
breathing zone 
corrective action request 
chain-of-custody 
data quality assessment 
data quality objectives 
electronic data deliverables 
(United States) Environmental protection Agency 
Exclusion Zone 
fibers per square millimeter 
field sample data sheets 
field sampling plan 
global positioning system 
W.R. Grace Company 
health and safety plan 
instrument detection limit 

remolite, actinolite, richterite, and winchite 
not applicable 
non-detect 
National Voluntary Laboratory Accreditation Program 
On-Scene Coordinator 
PCM Equivalent 
performance evaluation 
polarized light microscopy 
project manager 
Personal Protective Equipment 
quality assurance 
Quality Assurance Manager 
Quality Control 
Quality Management Plan (see Order on Consent) 
R&R Environmental, Inc. 
Sampling and Analysis Plan 
Work plan 
Standard Operating Procedure 
Time Weighted Average 
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Section 1 
Introduction 
This document serves as the sampling and analysis plan (SAP) associated with the upgrade work 
at the PacifiCorp property known as the 3"" West Substation. This plan is to be implemented in 
conjunction with the Work Plan (WP) developed for upgrade activities to take place on the 
property. This SAP outlines the sampling and analysis to be conducted during disturbance ofthe 
existing substrate contaminated with Libby Amphibole (LA). 

This section provides a general explanation of the purpose ofthe SAP for the WP and 
organization of this document. An expanded site background is available (3"̂  West Substation 
Site History Report, dated March 26, 2004); a brief history is provided in Section 2. 
The activities being completed at the PacifiCorp Property include the removal of soil, buried 
foundation materials and encountered LA contaminated soil/dust from enclosed substation 
equipment identified for demolition. In addition LA contaminated soils may be encountered 
during removal of existing substation facilities and the installation of new facilities. The 
contamination encountered at the property is due to historic vermiculite processing, handling and 
transportation. The approach to the distui-bance of these media is found in the text of the WP 
located in the main body of this document. During work on the properties, sampling and analysis 
is conducted to ensure the health and safety of the workers at the site and the public in the vicinity 
of the site. This includes air sampling and analysis during the work to confirm that the safety of 
the workers and the public is maintained throughout the project. 

This SAP outlines the field sampling plan as it pertains to sampling completed during and after 
soil excavation and disturbance. The purpose of this SAP is to describe the sampling objectives, 
locations, measurement methods, and the quality assurance (QA) requirements for air sampling 
during construction efforts. The SAP is organized as follows: 

Section 1 - Introduction 
Section 2 - Site Background 

Part I: Field Sampling Plan (FSP) 
Section 3 - Sampling Strategy, Locations, and Rationale 
Section 4 - Field Activity Methods and Procedures 

Part II: Quality Assurance Project Plan (QAPP) 
Section 5 - Project Management 
Section 6 - Measurement and Data Acquisition 
Section 7 - Assessment and Oversight 
Section 8 - Data Validation and Usability 
Section 9 - References 
Appendix A-1 - Standard Operating Procedures 
Appendix A-2 - Air Sample Collection Procedures 
Appendix A-3 - Request for Modification Forms 
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1.1 Objectives 

This section defines objectives of the air monitoring, and the intended use of the data. The 
primary objective of these efforts is to detennine the presence of LA in the air during and after 
soil excavation at the PacifiCorp Property. The specific objectives are to: 

• Sampling during excavation - stationary air sampling to ensure that excavation is 
not spreading asbestos into the air 

• Sampling after removal - stationary air to ensure what remains meets background 
standards as defined by EPA. 

• Sampling throughout excavation - breathing zone air sampling, a health and 
safety measure, to ensure workers are not being exposed to asbestos 

• Sampling will be ongoing for the duration of the ground disturbing activities at 
the site, which are anticipated to last several months and occur intermittently. 

1.2 Project Schedule and Deliverables 

The results ofthe SAP will be maintained onsite and available to agencies upon request. The sampling 
results will be maintained by PacifiCorp and the onsite Health and Safety Manager (HSM). Other project 
deliverables and schedules are discussed in the main body of the WP for this work. 

Section 2 
Site Background 

This section describes the site location and the history. 

2.1 Site Location 
The PacifiCorp Property is located at 147 South 400 West, Salt Lake City in Salt Lake County, 
Utah. The site includes energized high voltage electrical equipment typical of an electric utility 
substation. Certain areas of the property are contaminated with asbestos fibers as a result of 
historic vermiculite handling and processing conducted in the area in years past. 

2.2 Site History 
A detailed history of the PacifiCorp Property site is available in a document entitled "3'̂ '' West 
Substation Site History Report", dated March 26, 2004. A portion of the PacifiCorp property and 
other nearby sites served as a transfer point and processing (expansion) area for vermiculite from 
Libby, Montana. Expansion (also known as "exfoliation" or "popping") was accomplished by 
heating the ore, usually in a dry kiln, to approximately 2,000 degrees Fahrenheit (°F). This 
process explosively vaporizes the water contained within the phyllosilicate structure causing the 
vermiculite to expand by a factor of 10 to 15. This produces the vermiculite material most 
commonly sold as thermal insulation and as soil conditioner for gardens and greenhouses. The 
commercially exploited vermiculite was used in a variety of products, including insulation and 
construction materials, as a carrier for fertilizer and other agricultural chemicals, and as a soil 
conditioner. 

According to Andrew Schneider and David McCumber, in "An Air that Kills: How the Asbestos 
poisoning of Libby, Montana uncovered a National Scandal", Libby Amphibole (LA) is a 
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combination of rare asbestiform minerals that formed when a plume of magma rose up from the 
earth's mantle, pushed through the sedimentary deposits of the area, stopping about a mile below 
the surface. As the plume and subsequent plumes cooled, biotite was formed. Biotite is an 
unstable mineral, which, because of the abundant water available, metamorphosed into tremolite 
asbestos and other LA suite minerals. After tens of millions of years, vermiculite formed due to erosion and 
weathering. 

During 2004 and 2005, approximately 24,000 cubic yards of material were removed from the site under 
abatement conditions. Afterwards, approximately 17.000 cubic yards of clean fill was brought in to fill the 
excavated areas and compacted on the site. 
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Part I: Field Sampling Plan 
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Section 3 
Sampling Strategy, Locations, and Rationale 

The field sampling plan (FSP) is included in Sections 3 and 4. This section describes the overall 
strategy for sampling conducted during work activities. 

3.1 Sampling Strategy 
All native soil within the work area will be presumed to be contaminated. There areas of clean fill or no 
contamination within the work area, consistent with previous clean up actions. However, in order to 
minimize exposure, sampling/monitoring will take place throughout the duration of ground disturbing 
activities at the site. Air sampling will be conducted to ensure exposures are within OSHA guidelines. 

3.1.2 Stationary Air Monitoring 
During contaminated soil disturbance, the perimeter of the cardinal compass points will be monitored for 
asbestos fiber migration by collecting stationary air samples at the exclusion zone boundaries. Daily 
perimeter monitoring will be conducted in calm weather at the compass points (north, east, south and west). 

3.1.3 Personal Breathing Zone Monitoring 
Personal breathing zone (BZ) air samples will be collected on personnel conducting soil disturbance to 
document that the level of respiratory protection is adequate for the task being conducted. Sampling 
frequencies for personal BZ air monitoring shall be a minimum of 25% of the work force involved with 
ground disturbing activities. 

3.2 Quality Assurance/Quality Control (QC) Samples 
The QA/QC measures taken for confirmation clearance air sampling include analysis of field and/or 
laboratory QC samples, verification of analytical results through altemative methods, and laboratory 
systems audits and performance monitoring through the National Voluntary Laboratory Accreditation 
Program (NVLAP). Laboratory QA/QC must adhere to method requirements unless defined differently in 
this SAP. At the discretion of the appropriate EPA representative involved with this project, data generated 
by polarized light microscopy (PLM) may be verified through altemative analytical methods, which are 
currently being developed by EPA in a performance evaluation study. If at any point this step is required, 
direction will be provided in the form of an addendum memorandum or modification form to this SAP. 
Individual QA/QC requirements for each sample type are described below. Note that QC samples will not 
be used in decision making; rather, QC samples will only be used to assess the precision and accuracy of 
the field sampling and analysis efforts and to understand whether biases exist in the data as a result. 

3.3 Clearance (Confirmation) Air Sample QC 
Individual QA/QC requirements for air samples taken as part of the clearance assessment are defined below 
and summarized in Table 3-1: 

Lot Blanks. Lot blanks are prepared by submitting unused cassettes for analyses prior to putting the group 
(lot) of cassettes into use. Lot blanks will be collected and analyzed at a frequency of 2 per 100 cassettes 
from the same lot. The lot blanks will be analyzed by each of the following methods: NIOSH 7400 and 
TEM AHERA. Lot blanks will be identified on the chain-of-custody (COC) form, so that the analytical 
laboratory is aware of their use and can contact the laboratory coordinator immediately, if asbestos fibers 
are detected on the filters. If the lot is proved to be contaminated with 7 or more fibers per cubic millimeter 
by NIOSH 7400, or 1 or more LA structures per square millimeter by TEM AHERA, then the lot of 
cassettes will be discarded and a new lot of cassettes will be used. 
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Field blanks should be divided into two categories, those relating to clearance (confirmation) air samples 
and those relating to other air samples including breathing zone and stationary monitoring. Regardless of 
the type of field blank, they are all collected by removing the cap from the sample cassette at the time of 
sampling for not more than 30 seconds and then replacing the cap. 

Field Blanks, Clearance Air Samples. 2 field blanks will be collected daily (i.e. grouping of foundation 
excavations). The field blanks will come from the same lot as the cassettes used that day for air sample 
collection. Both of the field blanks will be collected in the work zone, but in the vicinity of the location the 
ambient air samples are collected. The field blanks will be analyzed by TEM AHERA. If a field blank is 
contaminated with 1 or more LA stmctures per square millimeter, then the HSM will detennine whether the 
occurrence displays a frend in contamination or is isolated. The HSM will also decide whether analysis of 
other archived field blanks is necessary. If it is detennined that additional archived field blanks require 
analysis, they will be refrieved from archive at the analytical laboratory and analyzed. Field blank results 
will be evaluated to detennine if field blank contamination is a sample collection procedure deficiency. If at 
any time field blank contamination appears to be a consistent deficiency in sample collection technique, 
PacifiCorp or the HSM may immediately recommend additional formalized sample collection fraining 
and/or an increase in the frequency of field blanks submitted for analysis. If this is implemented, direction 
on required frequency, acceptance criteria, and corrective action will be provided in the form of an 
addendum memorandum or modification form to this SAP. 

Field Blanks, Breathing Zone/Stationary Air Monitoring Samples. One field blank will be collected per 
day of air sampling. The field blank cassettes will come from the same lot as the cassettes used that day for 
air sample collecfion. One field blank will be analyzed per week. The remainder of the field blanks 
collected, but not analyzed, will be submitted to the analytical laboratory marked for archive. The field 
blanks will be analyzed by each of the following methods: NIOSH 7400 for breathing zone monitoring 
field blanks or TEM AHERA for stationary monitoring field blanks. The field blanks sample results will be 
reviewed by the HSM. If a field blank is contaminated with 7 or more fibers per cubic millimeter by 
NIOSH 7400, or 1 or more LA stmctures per square millimeter by TEM AHERA, then the HSM will 
determine whether the occurrence displays a frend in contamination or is isolated. The HSM will decide 
whether analysis of other archived field blanks is necessary. If it is determined that additional archived field 
blanks require analysis, they will be refrieved from archive at the analytical laboratory and analyzed. Field 
blank results will be evaluated to determine if field blank contamination is a sample collection procedure 
deficiency. If at any time field blank contamination appears to be a consistent deficiency in sample 
collection technique, PacifiCorp or the HSM may immediately recommend additional formalized sample 
collection fraining and/or an increase in the frequency of field blanks submitted for analysis. If this is 
implemented, direction on required frequency, acceptance criteria, and corrective action will be provided in 
the form of an addendum memorandum or modification form to this SAP. 
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Table 3-1 QC Sample Requirements for Clearance (Confirmation) Air Samples 
QC Sample Air Sample Type Frequency Acceptance Corrective Action 

Criteria (b) 
Lot Blank Final Clearance 2 per 100 cassettes 1. Analyze & Do not use the lot 

of the same lot apply acceptance of cassettes for 
Personal Breathing number (a) criteria sampling if 
Zone prior to ever using acceptance criteria 

the cassettes for are not met. 
Stationary sample collection. 

2. <7.0 f mm3 
(method detection 
limit 
using NIOSH 
7400) 
3.NDfor LA 
(TEM AHERA 
with site-specific 
modifications) 

Field Blank Final Clearance 2 per work area - 2 ND for LA (TEM Analyze archived 
field blanks AHERA with site- blank to determine 
collected per NPE, specific if contamination 
one will be modifications) on first blank is an 
analyzed and isolated 
one will be occurrence. If the 
archived contamination in 

the field blank 
does not appear to 
be a 
trend, no action is 
required. If a frend 
in contamination 
is apparent, re-
train the sampler(s) 
and continue to 
monitor the 
problem until 
resolved. 
Field blanks 
contaminated with 
LA will be 
considered 
when determining 
if the work area 
meets final 
clearance criteria 
(i.e., if re-cleaning 
and clearing the 
work area is 
warranted). 

Field Blank Breathing Zone 1 per day of 1. <7.0 f/mm2 Evaluate the field 
Perimeter air sampling (Method Detection blank results to 
Monitoring Limit determine if 

using NIOSH contamination is 
7400) (b) an isolated 
2. ND for LA occurrence. If the 
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(TEM AHERA 
with site-specific 
modifications) 

contamination in 
the field blank 
does not appear to 
be a 
frend, no action is 
required. If a frend 
in contamination 
is apparent, re
train the sampler(s) 
and detennine if 
an increase in the 
frequency of field 
blanks analyzed is 
required. 
Associated field 
sample results may 
be 
qualified. If 
necessary, other 
field blanks 
collected by 
the Samper should 
be refrieved from 
archive and 
analyzed. 

ffmmZ fibers per square millimeter 
ND non-detect for Libby Amphibole 
NPE negative pressure enclosure 
(a) Frequency requirements are based on the lot number, not on the air sample type. 
(b) Acceptance criterion is based upon calculafions that assume 5.5 fibers per 100 fields analyzed by 

NIOSH 7400 
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Section 4 

Field Activity Methods and Procedures 

The following is a summary of field activities that will be perfonned by the PacifiCorp contracted qualified 
consultant or HSM for air sampling: 

Mobilization 
Procurement of equipment and supplies 
Documentation of field activities 
Photographic documentation 
Field sampling methods and procedures 
Decontamination procedures 

4.1 Mobilization 
Prior to the mobilization for field activities, a field planning meeting will be conducted by the HSM and 
attended by the consfruction contractor (Contractor) and consultant, if different than the HSM. The agenda 
will be reviewed and approved by the PacifiCorp Project Manager prior to the meeting. The meeting will 
be tb briefly discuss and clarify: 

Objectives and scope of the fieldwork 
Equipment and fraining needs ' 
Field operating procedures, schedules of events, and individual assignments 
Required QC measures 
Health and safety requirements 
Documents governing fieldwork that must be on site 
Any changes in the field plan documents 

An attendance list will be signed by participants. Copies of these documents will be maintained by the 
HSM and provided to PacifiCorp. Additional meetings will be held when the documents goveming 
fieldwork require it or when the scope of the assignment changes significantly. 

The field team personnel will perform the following activities before and during field activities, as 
applicable: 

Review and understand the FSP and site health and safety plan (SHASP) 
Ensure that all sample analyses are scheduled through the designated laboratory 
Obtain required sample containers and other supplies 
Locate hospital 
Obtain and check field sampling equipment 
Obtain appropriate personal protective equipment (PPE) 
Tum samples with chain of custody over to the HSM 
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4.2 Equipment, Supplies, and Sample Containers 
The equipment listed below will be required for sampling activities. 

Air sampling: 

Low flow pumps 
Low flow pump charger 
Primary calibration instmment (dry cal) 
Cassette stands 
20-inch box fan 
1 horsepower leaf blower 
0.8 \im pcm cassettes 
Teflon tape 
Extension cords 
Rotometer 
GFCI three way extension splitter 
Tygon tubing 
Calculator 
Rubber made storage boxes 
Kneepads 
Utility knife 
Tape measure 

Compass 
Ballpoint pens 
Permanent markers 
Duct tape 
Nifrile gloves 
Alcohol wipes 
High volume pumps 
Flow regulators 
Nylon leur adapter 
0.45 microvac cassettes 
Clipboard 
Logbooks 
Scissors 
File tote 
Paper towels 
Digital camera 

4.3 Field Documentation 
Information and notations will be recorded as required in the applicable field logbook. In addition, field 
sample data sheets (FSDSs) will be completed for each sample in order to capture pertinent fracking 
information, such as sample date and time, and specific location. To ensure that sample information is 
consistent and refrievable from the site and database, all field sampling personnel will be insfructed on 
proper FSDS completion by the HSM prior to field work. 

4.4 Field Instrument Calibration and Maintenance 
No field measurements will be collected during this inspection and, therefore, no field instmments will be 
used. 

4.5 Photographic Documentation 
Photographs will be taken with a digital camera at any place that the field sampling personnel determine 
necessary. Elecfronic photo files will be saved each day to a project-designated computer housed on-site 
and named so that photos for a particular activity (e.g., bulk subsfrate removal, interior dust removal, etc.) 
can easily be refrieved. 

Following completion of ground disturbing activities, all photo files pertaining to a property will be copied 
onto a CD and filed along with other property-specific documentation. 

4.6 Field Sampling Methods and Procedures 
This section provides a list of SOPs, including project-specific SOPs. The project specific procedure will be 
followed during this removal project. The SHASP should be consulted to determine health and safety 
protocols for performing site work. Prior to initiating field activities, the HSM will review and discuss the 
SAP and SHASP with the confractor and consultant. The contents of each Appendix are listed below. 
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Part II: Quality Assurance Project Plan 
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Section 5 
Project Management 
This SAP supports the WP for the PacifiCorp site. This SAP was prepared in accordance with EPA 
Requirements for Quality Assurance Project Plans for Environmental Data Operations, QA/R-5, Final 
(EPA 2001). This section covers the basic area of project management, including the project organization, 
background and purpose, project description, quality objectives and criteria, special fraining, and 
documentation and records. 

5.1 Project Organization 
Organization and responsibilities specific to this removal action are discussed in this section. R&R will 
provide the necessary technical and field staff to perfonn reporting aspects ofthe project. Analytical 
services are provided through a confract laboratory. 

5.1.1 EPA Region VIII 
The EPA representative is PacifiCorp's primary federal agency contact for coordinating removal of 
encountered contaminated material and conducting work at the PacifiCorp Property. This contact is 
responsible for the management and coordination of the following activities: 

• Defining data quality objectives 

• Reviewing all project deliverables 

• Maintaining communications with the PacifiCorp project manager for updates on the status of the 
project 

• Provide for technical review and the retum of consolidated comments on the various technical 
documents submitted for review 

Act as the lead Federal agency for the project 

5.1.2 PacifiCorp 
The PacifiCorp project manager (PM), Mr. King, is the primary contact for coordinating removal of 
encountered contaminated material and working within proximity to contaminated materials at the 
PacifiCorp Property. Mr. King is responsible for the management and coordination of the following 
activities: 

Defining the sampling scope 
Defining data quality objectives 
Reviewing all project deliverables 
Reviewing monthly status reports 
Providing oversight of the sampling 
Assuring that plans are implemented properly 
Informing personnel of any special considerations associated with the project 
Providing site access, if necessary 
Reviewing work progress for each task 
Reviewing and analyzing overall performance with respect to goals and objecfives 
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5.1.3 R&R Environmental, Inc. (R&R) 
The R&R management team will be comprised of the following positions: Health and Safety Manager 
(HSM) and project Quality Assurance Manager (QAM). 
The following personnel are assigned to this project: 
Health and Safety Manager David Roskelley 
Quality Assurance Manager Eldon Romney 

Mr. Roskelley, as HSM, is responsible for the overall management and coordination of the following 
activities: 

Maintaining communications with EPA and PacifiCorp regarding the status of this project 
Supervising production and review of deliverables 
Reviewing analytical results 
Tracking of planned budgets and schedules 
Procuring non-laboratory subcontractors, when necessary 
Providing oversight of data management 
Using sampling data in site exposure decision making 
Preparing monthly status reports 
Reviewing analytical results 
Overseeing operation and maintenance activities 
Scheduling personnel and material resources 
Providing oversight of daily and periodic report preparation 
Coordinating work activities including sampling 

Notifying the responsible QA staff immediately of significant problems affecting 
the qualify of data or the ability to meet project objectives 
Implementing field aspects of the project, including this SAP and other project 
documents 
Organizing and conducting periodic meetings with onsite facility personnel 
Implementing the QC measures specified in R&R's Qualify Management Plan 
(QMP) (R&R 2003a) and other project documents 
Implementing corrective actions resulting from staff observations, QA/QC 
surveillances, and/or QA audits 
Ensuring that sampling is conducted in accordance with pertinent R&R SOPs and 
that the quantify and location of all samples meet the requirements of this SAP 
Scheduling and conducting required sampling and monitoring activities 
Preparing and shipping samples to the analytical laboratories 
Ensuring elecfronic data entry from FSDSs into the onsite sample tracking database 
Generating COC forms and ensuring adherence to sample custody procedures (e.g., 
use of custody seals by the samplers) 
Coordinating with the laboratories regarding sample deliveries/shipments and 
following up with result reporting 
Receiving and disttibuting air monitoring and soil confirmation sample results to The PM, 
the OSC and removal oversight personnel, as applicable 

Mr. Roskelley is also responsible for ensuring ttansmittal of project documentation to 
PacifiCorp and to the project file repositories. 

5.1.4 Quality Assurance Organization 
The'QA Manager,.Mr. Eldon Romney, implements the QA program. The QAM is independent ofthe 
technical staff and is the president of R&R. The QAM thus has the authority to objectively review 
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projects and identify problems and the authorify to use corporate resources as necessary to resolve any 
qualify-related problems. Mr. Romney is also responsible for the following: 

• Verifying that corrective actions resulting from staff observations, QA/QC surveillances, and/or QA 
audits are implemented 
Reviewing and approving the project-specific plans 
Directing the overall project QA program 
Maintaining QA oversight of the project 
Reviewing QA sections in project reports, as applicable 
Reviewing QA/QC procedures applicable to this project 
Audifing selected activities of this project performed by R&R and confractors, as necessary 
Initiating, reviewing, and following up on response actions, as necessary 
Maintaining awareness of active projects and their QA/QC needs 
Determining appropriate QA/QC measures and corrective actions 
Conducting intemal system audits to check on the use of appropriate QA/QC measures, if applicable 
Arranging performance audits of measurement activities, as necessary 
Providing monthly written reports on QA/QC activity to the PM 

5.2 Quality Objectives and Criteria for Measurement 
This section provides intemal means for confrol and review of the project so that environmentally related 
measurements and data collected are of known and acceptable qualify. The subsections below describe the 
data qualify objectives (DQOs) (Section 5.4.1) and data measurement objectives (Section 5.4.2). 

5.2.1 Data Quality Objectives (DQOs) 
To accomplish the project goals, the WP/SAP calls for the sampling and analysis of a variefy of media for 
various purposes. For convenience and to clarify the specific purpose of each sampling and analysis 
program, the DQOs are organized separately by medium and respective purpose. Whenever possible, this is 
accomplished in tabular form. As shown, the various DQOs are segregated into the following: (I) 
Personal Air (BZ) Samples, (2) Perimeter Monitoring Air Samples 

Step 1: State the Problem 
Identify the planning team members including the decision makers: 

All project personnel are detailed in Section 5.1. The decision makers for the activities described in this 
SAP are (EPA OSC), King (PacifiCorp PM), and David Roskelley (HSM). 

Describe the problem: 

Previous studies were designed to characterize LA contamination at residential and commercial properties 
in and around Libby, Montana. Removal activities were performed at residential and commercial properties 
that were found to contain LA asbestos-contaminated VCI, interior dust, and/or exterior soils. During 
removal activities on those properties 
(i.e., excavation of contaminated soil), the potential for LA fibers to migrate offsite increased. Likewise, 
during those activities, the potential for LA exposure to workers also increased. This experience indicates it 
is important to ensure worker safefy and contaminant containment through periodic monitoring. Following 
cleanup, confirmation samples must be collected and analyzed expedifiously to determine if the removal 
actions met 
project goals. Therefore, a program must be put in place to monitor: (1) worker exposure and contaminant 
containment during removal activities; and (2) the effectiveness of the decontamination (i.e., confirmation) 
following disturbance activities. 

Determine resources: 
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R&R's cunent task order under PacifiCorp provides a detailed description of resources, budget, and 
schedule for sampling and analysis response activities. 

Step 2: Identify the Decision 

Identify the principle study question, altemative actions, and decision statements: 
The principle study question(s), altemative actions, and decision statements are summarized in Table 5-1. 

nil 
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Table 5-1 Identify the Decision 

Data Qualify Sample Principle Study Altemative Decision 
Objective Description Question(s) Actions Statements 
RA Monitoring Personal (BZ) Air Is L A detected in 1. Continue Are L A fibers 

Monitoring the workers' contaminated soil collecting in the 
breathing zone disturbance and re workers' breathing 
above worker evaluate zone above 
safefy limits? engineering worker safefy 

controls, work limits? If yes. 
practices, and/or engineering 
PPE controls, work 
2. Stop work practices. 
3. Take no action and/or PPE will be 

re-evaluated 
and/or work will 
stop. If no, cleanup 
activities will 
continue with no 
additional 
evaluation. 

RA Monitoring Perimeter Air Are L A fibers 1. Continue Are L A fibers 
Monitoring detected in air contaminated soil migrating to the 

along the disturbance and re exclusion zone 
perimeter of the evaluate boundary during 
exclusion zone engineering L A contaminated 
boundary of an confrols and work soil disturbance? If 
exterior work site? practices yes, engineering 

2. Take no action confrols and/or 
work practices. 
will be re
evaluated and/or 
work will stop. If 
no, excavation 
activities will 
continue with no 
additional 
evaluation. 

RA Removal Action 
BZ Breathing Zone 
NPE Negative Pressure Enclosure 
PPE Personal Protective Equipment 
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Step 3: Identify the Inputs to the Decision 
Identify the information needed. Determine the basis for determining the Action Levels. 
Identify sampling and analysis methods that can meet the data requirements. 

The information needed for the decision, the action levels, the basis for the action 
levels, and analytical method summaries are provided in Table 5-2. 
Analytical results (that are 
confirmatory and do not serve to characterize contamination) are needed within 
hours of sampling so that excavation/cleanup work may continue with relative 
continuity. As such, confirmation soil samples will not be ground and will be analyzed via PLM NIOSH 
9002. 

Table 5-2 Inputs to the Decision 

Data Qualify Sample Information Action Level Basis for Analytical 
Objective Description Needed Action 

Level 
Method 

RA Monitoring Personal Reported TWA: 0.1 OSHA Worker PCM: NIOSH 
Breathing Zone Result: PCME fee Safefy 7400 
Air Monitoring ASPCM: 1 f/cc 

ASTEM: 0.005 
S/cm3 Min. 
Volume: 25 L 
(a) 
Collect: 
TWA: 8-hour 
STEL: 30-
minute 
excursion 
sample 

STEL: 1.0 f/cc Regulations 
(1926.1101) 

TEM(d): TEM 
AHERA with 
site-specific 
modifications 

RA Monitoring Perimeter Air ASTEM: Each air Removal TEM AHERA 
Monitoring -0.005 S/cm3 sample Action with site-

Min. Volume: <ASTEM Clearance specific 
1200 L Approx. Criteria (b) modifications 
Collect: 4 <0.005 S/cm3 
samples, min. 
along 
north, south. 
east & west 
boundaries of 
EZ 

AS Analytic Sensitivity al 
L Liters 
RA Response Action 
ND Non-detect 
VAE visual area estimation 
fee fiber per cubic centimeter 
S/cm3 Libby Amphibole structures per cubic centimeter of air 
TEM AHERA All samples are analyzed by transmission electron microscopy using the counting method as 
described in the Asbestos Hazard Emergency Response Act (AHERA) (EPA 1987) with site-specific 
modifications 
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NPE negative pressure enclosure 
a Minimum volume requirements according to the method are 25 L. However, in order to achieve a 

reasonable analytical sensitivify by TEM, the sampler should attempt to collect 400 L of air for the 
BZ sample. 

b Action Level/Clearance Criteria Technical Memorandum (EPA 2003a). 
c As stated in the technical memorandum (EPA 2003b) efforts will be made to avoid having to 

repeat cleanup activities at a property by cleaning soils at the residential or commercial property to 
ND up to the maximum cleanup depth of 12 or 18 inches (yard soil/driveway or specific use 
areas, respectively). Excavation beyond the maximum cleanup depth will only continue if soils 
have concenfrations 1% LA. 

d If PCM results are above the OSHA PEL, TEM AHERA confirmation must be performed. 
e Approximately 0.5 kg for analysis and 0.5 kilogram for archival 
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Step 4: Define the Study Boundaries 

Define the target population, spatial and temporal boundaries, potential constraints, and the 
smallest subpopulation. 

The target population, spatial and temporal boundaries, potential consfraints, and the 
smallest subpopulation are summarized in Table 5-3. 

Table 5-3 Study Boundaries 
RA Personal Ambient air Each Collected NA 1 air sample 
Monitoring Breathing within the individual during for each 

Zone Air workers' worker's exterior or Level C 
Monitoring breathing breathing interior task (e.g.. 

zone; zone for the removal laborer, bulk 
during task activities removal. 
removal performed (i.e., operator. 
activities removal. etc.) per 

interior week. 
cleaning) 

RA Perimeter Ambient air Vertical: Air Collected Inaccessibili 4 air 
Monitoring Air at the space during fy due to samples 

Monitoring boundary of above the exterior property that bound 
the EZ; exclusion removal boundaries the 
during zone to activities or other EZ 
removal sampling (i.e., obstacles 
activities height (-4-6 excavation) Inclement 

feet) weather 
Horizontal: such as rain 
perimeter that can 
bounding cause the 
the site- sample to 
specific EZ be void © 

No soil 1 composite 
available for soil sample 
sampling for 
because every 625 
excavation ft2 
continued excavated 
to bedrock 

NA 5 air 
samples 
(cartridges) 
per 
EZ/flinction 
al 
space 

EZ Exclusion Zone 
RA Removal Action 
bgs below ground surface 
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NA not applicable 
a These are generally the vertical boundaries for soil. If LA contamination 1% is found, the vertical 

boundary shall be extended for that location until the concenfration is below 1% LA, to a 
maximum depth of 3 feet. If gross contamination is encountered at this depth, excavation will 
continue until the gross contamination is removed. 

b A general schedule/timeline for cleanups is provided in the WP. This section is specific to 
timeframes for sampling at a particular property and/or exclusion zone. 

c If it is raining, attempts will be made to protect the sample from moisture. 
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Step 5: Develop a Decision Rule 
Population Parameter, Action Levels, Decision Rule: 

The population parameter, action levels, and decision rules are summarized in Table 5-4. 

Table 5-4 Decision Rule 
Data Qualify Sample Population Action Level Decision Rule 
Objective Description Parameter 
RA Monitoring Personal Breathing 1 air sample TWA: 0.1 PCME If the 

Zone Air representing the fee concenfrations of 
Monitoring breathing zone for STEL: 1.0 fee the BZ samples 0.1 

the activify f/cc engineering 
conducted conttols, work 

practices, and/or 
PPE will be re
evaluated and/or 
work will stop. If 
no, cleanup 
activities will 
continue with no 
additional 
evaluation. 

RA Monitoring Perimeter Air 4 air monitoring Each air sample If the 
Monitoring samples that bound <ASTEM concenttation of 

the perimeter of Approx. <0.005 any of the 4 
the EZ S/cm3 samples 0.005 

S/cm3, then 
excavation 
engineering 
controls and work 
practices will be 
re-evaluated 
and/or work will 
be stopped. If all 4 
perimeter air 
samples are ND, 
then no action will 
be taken. 

EZ 
RA 
PCME 
TWA 
a 
b 
LA 

Exclusion Zone 
Removal Action 
PCM Equivalent 
Time Weighted Average 
Action Level/Clearance Criteria Technical Memorandum (EPA 2003a). 
Excavation beyond the maximum cleanup depth will only continue if soils have concenfrations 1% 
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Step 6: Specify Tolerable Limits on Decision Errors 

Null Hypotheses, consequence of making an incorrect decision, gray region, tolerable limits: 

For the purposes of completing all six steps of the DQO process, the null hypotheses and consequences of 
making an incorrect decision are summarized in Table 5-5. However, the gray region and tolerable limits 
on decision errors are not proposed because they are not applicable in this case. 

Typically, Step 6 of the DQO process is useful to encourage careful design of decision mles by defining 
and integrating the errors that are acceptable based upon myriad integrated project management decisions 
such as reduction in risk to human health, implementabilify/practicabilify, and cost. As stated in the 
guidance document for development of DQOs: Q/VG-4 (EPA 2000), solely statistically generated tolerable 
limits on decisions errors are not necessary in certain cases providing a line of reasoning (scientific 
justification) is presented that adequately defines acceptable limits or decision errors. This particular effort 
was put forth in the Action Level/Clearance Criteria Technical Memorandum for the following DQOs: (1) 
Soil Confurnation Samples, (2) Perimeter Monitoring Air Samples, and (3) Air Confirmation for Indoor 
Dust Removal. The decision rule for the personal (BZ) air monitoring samples has been promulgated by 
legislation, and as such, limits on decision errors do not apply. 

Table 5-5 Limits on Decision Errors 
Data Qualify 
Objective 

Sample 
Description 

Null Hypothesis Tvpe 1 Error 
Will Result In: 

Tvpe 2 Error 
Will Result In: 

RA Monitoring Personal (BZ) Air 
Monitoring 

The BZ air is 
contaminated with 
LA above the 
worker safefy 
action levels. 

Determining that 
the BZ air is not 
contaminated with 
LA above the 
worker safefy 
action levels when 
it actually is. This 
in tum, results in 
an increased risk to 
workers 
performing 
removal actions. 

Determining that 
the BZ air is 
contaminated with 
LA above the 
worker safefy 
action levels when 
it is not. This in 
tum, results in re
evaluating 
engineering 
confrols, possibly 
stopping work, or 
increasing the level 
of PPE when it is -
not necessary and 
adds unnecessarily 
to clean up costs. 

RA Monitoring Perimeter air 
monitoring 

The perimeter air 
is contaminated 
with LA 

Determining that 
the air is not 
contaminated with 
LA when it 
actually is. This in 
tum, results in an 
increased risk to 
human health. 

Determining that 
the perimeter air is 
contaminated with 
LA when it is not. 
This in tum results 
in re-evaluating 
engineering 
confrols and 
possibly stopping 
work when it is not 
necessary and adds 
unnecessarily to 
clean up costs. 
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Step 7: Optimize the Design for Obtaining Data 

Using data previously generated for the site, the DQOs have been designed to support the proposed 
removal activities for the WP and represents the best possible project planning effort. However, in 
implementing the WP/SAP, unforeseen situations may arise or team members may find more efficient 
means to carry out some of the day-to-day activities. Therefore, team members are always afforded the 
opportunify to recommend optimization of the data gathering design. Recommendations must come 
through proper channels as described in Section 5.1 and documented using either a modification form or an 
addendum to the WP. All modifications or addenda must be approved prior to making the proposed 
changes. 

5.3.2 Data IVIeasurement Objectives 
Every reasonable attempt will be made to obtain a complete set of usable field measurements and analytical 
data. If a result cannot be obtained or is rejected for any reason, the effect of the missing data will be 
evaluated and fransmitted to EPA. In addition, the Surface Soil Sampling SOP provides guidance to ensure 
that the samples obtained are representative of the media at the Site. 

5.3.2.1 Quality Assurance Guidance 
The field QA program has been designed in accordance with EPA's Guidance for the DQO Process (EPA 
2000), and the EPA Requirements for Qualify Assurance Project Plans for Environmental Data Operations 
(EPA 2001). 

5.3.2.3 Laboratory Analysis 
Samples collected under this Appendix will be analyzed for parameters listed below using methods in 
parentheses. The analytical methods are as follows: 

Personal air samples - PCM (NIOSH 7400 Issue 2) 
Stationary air samples - TEM AHERA (40CFR Part 763 Subpart E) 
Air clearance samples - TEM AHERA (40CFR Part 763 Subpart E) 

Samples will be submitted to contract laboratories. Prior to shipping samples, sampling personnel will 
ensure that the laboratories are ready to receive and analyze samples, can provide necessary data packages, 
and can provide an elecfronic copy of the data. The laboratories will submit analytical data reports to the 
HSM. The data reports will contain a case narrative that briefly describes the number of samples, 
the analyses, and any noteworthy analytical difficulties or QA/QC issues associated with the submitted 
samples. The data report will also include signed COC forms, cooler receipt forms, analytical data, and a 
QC package. The laboratories will provide an elecfronic copy of the data to the HSM. 

Laboratory Quality Assurance Program 
The laboratories must be NVLAP (National Voluntary Laboratory Accreditation Program) certified and 
must follow the NVLAP QA program requirements. In addition, the laboratories performing analyses must 
follow all project-specific analytical and QA/QC modifications and must continue to participate in the 
project-specific analysis of performance evaluation samples, inter-laboratory samples, same and different 
analyst recounts, verified analyses, and laboratory duplicates at the project-specified frequencies. 

5.3 Special Training Requirements 

Special fraining required for this project includes the following: 

• Health and safety fraining, as described in the SHASP 

5.4 Documentation and Records 
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The HSM has the responsibilify for maintenance of records, including copies of all FSDSs, original field 
logbooks, work plans and SAPs, and any correspondence pertinent to conducting removal activities at the 
site. Original FSDSs are maintained in the on-site office in the event that sample information needs to be 
updated or corrected. Revisions to FSDSs will be made using a single sfrikeout, initial, and date. .Because 
field logbooks are not to be revised, original logbooks are shipped offsite to a secure file repository and 
copies maintained for reference on-site. These are shipped by the QA representative. Property surveys, if 
required, are maintained in the secure file repository. Project personnel are responsible for project 
documents in their possession while working on a particular task. Field logbook(s) are issued on an as-
needed basis. A logbook is maintained in the on-site office and provided by the HSM. Documentation 
describing changes to approved field plans or sample preparation or analytical methods, if they occur, will 
be included in the project files in the form of an approved Request for Modification form. 

Section 6 
Measurement and Data Acquisition 

This section covers sample process design, sampling methods requirements, handling and custody, 
analytical methods, QC, equipment maintenance, supply acceptance, and data management. The field 
procedures are designed so that the following occurs: 

• Samples collected are consistent with project objectives 
• Samples are collected in a manner so that data represent actual site conditions 

6.1 Sample Process Design 
The overall goal of the sampling is to monitor: (1) worker exposure and contaminant containment during 
removal activities. This will be accomplished by collecfing personal air (BZ) samples and stationary 
monitoring samples during removal. The sample process design is discussed in Section 3 of this SAP. 

6.2 Sampling Methods Requirements 
Sampling methods, sample containers, and overall field management are described below. 

6.2.1 Sampling Equipment and Preparation 
Equipment required for field sampling, health and safefy, documentation, and decontamination is presented 
in Sections 4.2 of the FSP. Field preparatory activities include review of this SAP and SOPs, procurement 
of field equipment, laboratory coordination, and a daily field planning meeting that includes field 
personnel, the HSM, and the QAM. Mobilization is described in Section 4 of the FSP. 

6.2.2 Sample Containers 
All confirmation air samples will be collected and placed into plastic zip-lock baggies. 

6.2.3 Sample Collection, Handling, and Shipment 
Samples collected during the project consist of air and QC samples. All sample collection procedures are 
outlined in Section 4 of the FSP, and in other SOPs as provided in Appendix A-1 to this document. The 
SOPs applicable to this inspection are provided in Appendix A-1. QC samples will also be collected, 
handled, and shipped in accordance with these procedures. 

6.3 Sample Handling and Custody Requirements 
Custody and documentation'for field and laboratory work are described below, including a discussion of 
corrections to documentation. 
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6.3.1 Field Sample Custody and Documentation 
Sample custody and documentation will follow the requirements specified in SOP 1-2, Sample Custody, 
and site-specific SOPs for completion of FSDS and electronic COC forms (Appendix A-1). All samples 
and sampling paperwork will be relinquished to the HSM at the end of each day. The HSM will be 
responsible for managing all field forms. The disfribution of field paperwork is discussed in Section 5.6. 
Upon completion of the FSDS by the sampler and a possible qualify control spot check by an independent 
field team member, the HSM will use the FSDS to generate a COC. Three copies of the COC will then be 
printed using three-part carbonless paper. One copy will be filed in the on-site office and the other two will 
accompany sample shipments. The HSM will check the COC against the samples in the shipping container 
to ensure consistency and will hand deliver 
or ship samples as appropriate. If any errors are found on the COC after delivery/shipment, the paper copy 
ofthe COC maintained in the on-site office will be corrected by the HSM with a single strikeout, initial, 
and date. The corrected copy will then be faxed to the analytical. 

6.3.1.1 Sample Labeling and Identification 
A unique alphanumeric code, or Index Identification (ID), will identify each sample collected during 
sampling events. The coding system will provide a tracking record to allow retrieval of information about a 
particular sample and to ensure that each sample is uniquely identified. Index IDs will be sequential and not 
be representative of any particular building or equipment. Index IDs will correlate with sample locations 
IDs, which will be identified on field sample data sheets (FSDSs) and in the field logbooks. The sample 
labeling scheme is as follows: 

2R-XXXXX 

Where: 

2R identifies that a sample is collected in accordance with this SAP 
X X X X X represents a 5-digit numeric code 

Pre-printed adhesive Index ID labels will be prepared by the HSM or his designee using an Index ID 
logbook. The labels are controlled to prevent duplication in assigning sample IDs. Index ID labels will be 
used in accordance with SOP 1-2, Sample Custody (Appendix A-1) for contract laboratory samples. The 
labels will be affixed to both the sample cassette and sample bag for air samples, and both the inner and 
outer sample bags for soil samples. 

6.3.1.2 Chain-of-Custody Requirements 
Chain-of-custody procedures and sample shipment will follow the requirements stated in the site-specific 
SOP for eCOCs and SOP 1-2, Sample Custody, and SOP 2-1, Packaging and Shipping of Environmental 
Samples with modification (Appendix A-1). The COC record is employed as physical evidence of sample 
custody and confrol. This record system provides the means to identify, track, and monitor each individual 
sample from the point of collection through final data reporting. A completed COC record is required to 
accompany each shipment of samples. All samples will be handled under the supervision of the HSM 
under strict custody. The HSM will follow custody procedures to ensure proper sample custody between 
acceptance of samples from the samplers and shipment to 
the laboratory! 

6.3.1.3 Sample Packaging and Shipping 
Samples will be packaged and shipped in accordance with SOP 2-1, Packaging and Shipping of 
Environmental Samples (Appendix A-1) for samples sent to a confract laboratory. Custody seals will be 
placed on each sample and on at least two sides of the shipping container, if applicable. All samples will be 
picked up by a courier, delivered to the laboratories, or shipped by a delivery service to the designated 
laboratories, as necessary. 
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The following modifications to SOP 2-1 have been reviewed and approved for samples being analyzed for 
asbestos: 

6.3.1.4 Field Logbook and Records 
Field logbooks will be maintained in accordance with SOP 4-1, Logbook Content and Control (Appendix 
A-1). The log is an accounting of acfivities at the site and will duly note problems or deviations from the 
goveming plans and observations relating to the sampling and analysis program. The field team leader wit 
maintain the logbook(s) and will place copies of the field logbook in the project files on a weekly. 

6.3.3 Corrections to and Deviations from Documentation 
Documentation modification requirements for field logbook enfries are described in SOP 4-1, Field 
Logbook Content and Confrol (Appendix A-1). For the logbooks, FSFS, and COCs, a single sfrikeout, 
initialed and dated, is required for documentation changes. The correct information should be entered in 
close proximify to the erroneous entry. All deviations from the guiding documents will be recorded in the 
field logbook. Any major deviations will be documented via an approved Request for Modificafion form. 
Blank Request for Modification forms documenting changes to field plans and laboratory procedures, 
respectively, are provided in Appendix A-3. The EPA OSC will be notified of any major changes or 
deviations. 

6.4 Analytical Methods Requirements 
The laboratory QA program and analytical methods are addressed below. 

6.4.1 Laboratory Quality Assurance Program 
Samples collected during this project will be analyzed in accordance with standard EPA and/or nafionally 
recognized analytical procedures. The analytical laboratories must be NVLAP (National Voluntary 
Laboratory Accreditation Program) certified and must follow the NVLAP QA program requirements. In 
addition, the laboratories performing analyses must follow all project-specific analytical and QA/QC 
modifications and must continue to participate in the project-specific analysis of performance evaluation 
samples, inter-laboratory samples, same and different analyst recounts, verified analyses, and laboratory 
duplicates at the project-specified frequencies. 

6.4.2 Methods 
The methods to be used for analysis are described in Section 5.4.2.4. The following asbestos analytical 
methods are to be used: 
• PCM (NIOSH 7400 Issue 2), for personal breathing zone air sample analysis 
• TEM AHERA (40CFR Part 763 Subpart E) with modification, for stationary and final clearance air 

sample analysis, and positive identification of asbestos fibers as a supplement to NIOSH 7400 

6.5 Quality Control Requirements 
Field and intemal office QC are discussed below. 

6.5.1 Field Quality Control Samples 
Field QC samples will consist of lot and field blanks for air sampling. The frequency of collection and 
analysis requested for lot and field blanks are discussed in detail in Section 3.2, Qualify Assurance and 
Qualify Confrol Samples. No other field qualify confrol samples are required to be collected under this 
SAP. 

6.5.2 Internal Quality Control Checks 
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Intemal QC checks will be conducted throughout the project to evaluate the performance of the project 
team during data generation. All intemal QC will be conducted in accordance with the applicable 
procedures listed below: 

• All project deliverables will receive technical and QA reviews prior to being issued to EPA in any 
form. 

• Completed review forms will be maintained in the project files. 
• Corrective action of any deficiencies is the responsibility of the PM, with assistance from the QAM, if 

necessary. 

6.5.3 Quality Control Checks 
Internal QC checks will be conducted throughout the project to evaluate the performance of the project 
team during data generation. All internal QC checks will be conducted in accordance with, the applicable 
procedures listed below: 

• All project deliverables will receive technical and QA reviews prior to being issued to EPA in any 
form 

• Completed QC Confrol review forms, which document technical and QA reviews of project 
deliverables, will be maintained in the project files. 

• Field and office audits will each be performed, if requested by the PM. 
• Field and office assessments may be performed as spot checks, at a frequency determined by the 

QAM. 
• Corrective action of any deficiencies is the responsibilify of the PM, with assistance from the QA staff, 

if necessary. , 

In addition to intemal QC checks, PacifiCorp or EPA may, at any time, perform independent audits or 
assessments of work practices, including field, office, or laboratory checks. 

6.6 Equipment Maintenance Procedures 
All field and laboratory equipment will be maintained in accordance with the manufacturers' maintenance 
and operating procedures. All maintenance activities will be documented in a logbook. For the field 
activities, a description of maintenance performed will appear in the field logbook on the date/time that it 
occurred. See Section 6.7.2 for details on record keeping for maintenance at the analytical laboratories. 

6.7 Instrument Calibration Procedures and Frequency 
Calibration of field and laboratory instruments is addressed in the following subsections. 

6.7.1 Field Instruments 
The only field measurements collected during this project are volume estimations. Since these do not 
require field instruments, no calibration or maintenance is required. 

6.7.2 Laboratory Instruments 
Calibration of laboratory insfruments will be based on written procedures approved by laboratoty 
management and included in the laboratoty's QA manual. Instmments and equipment will be initially 
calibrated and continuously calibrated at required intervals as specified by either the manufacturer or more 
updated requirements (e.g., methodology requirements). Calibration standards used as reference standards 
will be fraceable to EPA, National Institute of Standards and Technology, or another nationally recognized 
reference standard source. Records of initial calibration, continuing calibration, repair, and/or replacement 
of laboratoty equipment will be filed and maintained by the laboratories. Calibration records will be filed 
and maintained at the laboratories' location where the work is performed and may be required to be 
included in data reporting packages. 

6.8 Acceptance Requirements for Supplies 
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Prior to acceptance, all supplies and consumables will be inspected by the HSM or designee to ensure that 
they are in satisfactoty condition and free of defects. 

6.9 Non-direct Measurement Data Acquisition 
Requirements 
Non-direct measurement data include information from previous sampling events. The acceptance criteria 
for such data include a review by someone other than the author. Any measurement data included in 
information from the above sources (i.e., previous sampling event) will determine further action at the Site 
only to the extent that those data can be verified by project staff. 

6.10 Data Management 
The laboratories will submit hard copy sample data packages to the HSM, and elecfronic data deliverables 
(EDDs) to PacifiCorp. 

Section 7 
Assessment and Oversight 
Assessments and oversight reports to management are necessaty to ensure that procedures are followed as 
required and that deviations from procedures are documented. These reports also serve to keep 
management cunent on field acfivities. 
Assessment and oversight reports are discussed below. 

7.1 Assessments and Response Actions 
Assessments and corresponding response actions are discussed below. 

7.1.1 Assessments 
Performance assessments are quantitative checks on the quality of a measurement system and are 
appropriate to analytical work. Performance assessments for the laboratories may be accomplished by 
submitting reference material as blind reference (or performance evaluation) samples. These assessment 
samples are samples with known concenfrations that are submitted to the laboratories without informing the 
laboratories of the known concenfration. Samples will be provided to the laboratories for performance 
assessment upon request from the EPA OSC or PacifiCorp PM. Laboratoty audits may also be conducted 
upon request from the EPA OSC or PacifiCorp PM. 
System assessments are qualitative reviews of different aspects of project work to check on the use of 
appropriate QC measures and the functioning of the QA system. Any determination or changes for project 
assessments will be performed under the direction of the QA manager, who reports directly to the PM. 

7.1.2 Response Actions 
Response actions will be implemented on a case-by-case basis to conect quality problems. Minor response 
actions taken in the field to immediately correct a quality problem will be documented in the applicable 
field logbook and a verbal report will be provided to the HSM. For verbal reports, the HSM will complete a 
communication log to document that response actions were relayed to him. Major 
response actions taken in the field will be approved by the HSM and the EPA OSC and PacifiCorp PM 
prior to implementation of the change. Major response actions are those that may affect the quality or 
objective of the project. All formal response actions will be submitted to either the HSM or the QAM for 
review and issuance. 

7.2 Reports to Management 
QA reports will be provided to the HSM and PM whenever quality problems are encountered. Quality 
problems will be noted on field data sheets. The HSM will infonn the project QAM upon encountering 
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qualify issues that cannot be immediately corrected. Weekly reports and change request forms are not 
required for this work assignment. Monthly QA reports will be submitted to the PM by the project QAM. 

Topics to be summarized regularly may include but not be limited to: 

Document technical and QA reviews that have been conducted 
Activities and general program status 
Project meetings 
Corrective action activities 
Any unresolved problem 
Any significant QA/QC problems not included above 

Section 8 
Data Validation and Usability 

Laboratoty results will be reviewed for compliance with project objectives. Data validation and evaluation 
are discussed in Sections 8.1 and 8.2, respectively. 

8.1 Reconciliation with Data Quality Objectives 
Once data has been generated, the HSM evaluates data to determine if DQOs were achieved. This 
achievement will be discussed in the measurement report, including the data and any deviations to this 
SAP. Additionally, a section in the measurement report will present the data qualify assessment (DQA) 
evaluation. The DQA will synthesize the data reviews described in Section 8.1 and provide information 
about any overall biases introduced into the data due to either field or analytical activities. All QC sample 
results will be maintained in the same database along with the investigative sample results. 
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Appendix B 
Scope-of-Work 

The Company's consultant will provide oversight of construction activities within contaminated 
areas. This consultant may perform such tasks as perimeter and personnel breathing air 
monitoring, as well as clearance sample collection, analysis, and reporting. Arrangements shall 
be made for Federal/State agency representatives to have complete site access, including 
exclusion zones, decontamination facilities, and the waste-PPE disposal stream, for the duration 
of the project. Representatives shall not enter the work zone unless they have been appropriately 
trained in asbestos awareness and are wearing all required PPE. 

Site work will be divided into three distinct phases regarding activities that have the potential of 
encountering Libby Amphibole (LA) contamination of work and include the following: 

Interior dust removal prior to demolition or removal (Work Phase #1) 
Sub-grade disturbance activities (Work Phase #2) 
Demolition and removal of site structures (Work Phase #3) 

I. Introduction 
A. This Scope of Work describes Contractor's responsibilities in the proper handling and 

disposal of LA-containing soils and dust anticipated to be generated during the 
Company's 3rd West Substation upgrade project, located at 333 West 100 South, Salt 
Lake City, Utah. 

II. General Requirements 

A. Company shall ensure at least one of its employees trained in electrical hazards 
associated with energized substations is on site as an electrical safety watch at all 
times that Contractor's employees are inside the substation fence. 

1. Contractor's employees shall obey the safety watch on all issues conceming 
electrical safety. 

B. Contractor shall supply a job trailer or equivalent, to be used as an on-site office, 
which shall be placed on site prior tb Contractor begirming work and shall remain 
until Contractor has completed the work described in this Scope of Work. 

C. Contractor shall maintain radio contact at all times with workers located inside the 
control house or other enclosed structures. 



D. Contractor shall provide sufficient chemical toilets on the job site for Contractor's 
personnel, and any authorized visitors. Contractor shall ensure these toilets are 
maintained appropriately and in a hygienic manner. 

E. Contractor shall provide all water necessary for completion of work described in this 
Scope of Work and obtain any associated permits/approvals regarding the 
acquisition/use of water and water discharge. 

F. Contractor shall supply all equipment necessary to produce and use controlled low 
pressure compressed air as needed for cleaning surfaces of energized electrical 
equipment. 

G. Contractor shall provide an English-speaking interpreter on-site any time Contractor 
personnel are non-English-speaking. 

III. Laws and Regulations 

A. Contractor shall determine the extent of city, county, AQMD, state, federal and all 
other applicable laws and regulations. 

B. Contractor shall perform the work in compliance with the most stringent regulations 
in effect for the work site. 

IV. Notifications and Fees 

A. Contractor shall properly complete and submit all notifications required for 
performing the work and pay all required fees. 

V. Training and Certifications 

A. In the performance of the work covered by this Scope of Work, Contractor shall 
employ only workers possessing current certification indicating successful completion 
of asbestos worker or asbestos contractor/supervisor training as described in 40 CFR 
763. 

B. Contractor shall employ only workers who have received training in Hazard 
Communication in accordance with 29 CFR 1910.1200. 

C. Contractor shall employ only workers who have received training in Respiratory 
Protection in accordance with 29 CFR 1910.134. 

D. Contractor shall, prior to commencement of work, produce, and have available on site 
for all Contractor-employed workers, training certifications, training records and 
respirator fit test records, as required by OSHA. 

1. Contractor shall keep these certifications and records available on demand at the 
work site for the duration of this'project, as required by OSHA. 

VI. Personal Protective Equipment (PPE) 

A. Contractor shall provide PPE for all its workers, consisting of Tyvek, or equivalent, 
over-suits, booties, and hoods; gloves impervious to asbestos fibers; hard hats; safety 
glasses; steel-toed shoes; and dual P-100 filter half-mask air-purifying respirators (or 
better). 



B. PPE, as described in IV.A., above, shall be worn by Contractor's workers at all times 
while inside the control house or other structures or within exclusion zones with such 
a requirement, until work described in this Scope of Work is complete. 

1. Street clothes shall not be worn under Tyvek, or equivalent, over-suits. 

C. Contractor shall establish a clean area immediately outside the control house or 
exclusion zones for donning and doffing PPE. 

1. Building ingress and egress shall be via an enclosed pathway (i.e., 
decontamination trailer) equipped to support proper personnel decontamination 
and air flow management. 

VII. Work Activities with LA Materials ^ 

Interior dust removal prior to demolition or removal (Work Phase #1) 

A. Contractor shall establish negative pressure ventilation with HEPA (high efficiency 
particulate air) filtration in the building or structure. These structures include the 
control building (house), switch gear building, capacitor bank cabinets, switch gear 
cabinets, and other associated structures scheduled to be demolished or removed. 

B. Al l material, components, equipment, and supplies shall be bagged or wrapped and 
disposed of or HEPA vacuumed and/or wet-wiped to clean all dust and debris from 
exterior surfaces. 

1. Bagging and disposing of all 'non-value' items shall be accomplished first; then 
the 'value' items shall be cleaned and sealed. " 

2. The cleaned material shall then be removed from the control house and placed 
in or on Company-provided trucks or trailers. 

3. Company representatives shall be on site to determine proper disposition of 
cleaned material removed from the control house basement. 

C. Contractor shall remove all settled dust and associated debris from both the upstairs 
and downstairs portions of the control house building or other site structures using 
vacuuming and/or wet wiping for all surfaces. A pressure washer may be used in the 
downstairs portion of the control building. 

D. Contractor shall wet-clean all surfaces other than those containing or immediately 
adjacent to electrical equipment. 

1. Contractor acknowledges that the control house contains electric panels and 
other energized electrical equipment and components which pose potential 
hazards. Use of controlled low pressure compressed air will be considered to 
clean debris and dust from these surfaces. 

2. Contractor shall exercise all due care and caution to avoid electrical hazards 
during his work. 

E. Removed LA-containing material (dust and debris) shall be cleaned up and bagged on 
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a continual basis. 

1. Removed material shall be containerized, appropriately labeled and secured at 
the end of each work day. 

-̂ Contractor shall use a waste container that can be made secure from unauthorized 
disposal, so no extraneous waste is included with the waste generated by 
Contractor and no waste is removed from the container in an unauthorized 
manner. 

Sub-grade disturbance activities fWork Phase #2) 

A. Contractor shall establish an exclusion zone around areas where sub-grade 
disturbance activities are anticipated to be undertaken. These activities include the 
removal of concrete and foundations, trenching (installing the grounding grid), 
boring (punching holes for the grounding grid), drilling, and excavation. 

B. A pressure washer or similar wetting device shall be used during the removal and/or 
disturbance of any LA-containing material (soil, dust and debris). 

C. Contractor shall wet-clean all surfaces Other than those containing or immediately 
adjacent to electrical equipment. 

1. Contractor acknowledges that most areas and equipment contain electric panels 
and other energized electrical equipment and components which pose potential 
hazards. Use of controlled low pressure compressed air will be considered to 
clean debris and dust from these surfaces (as needed). 

2. Contractor shall exercise all due care and caution to avoid electrical hazards 
during his work. 

D. Equipment used in sub-grade disturbance activities shall be completely cleaned of any 
soil, debris, and/or contamination prior to removal from the exclusion zone. A 
pressure washer or similar wetting device could be used to clean any LA-containing 
material (soil, dust and debris). A common location near a site exit should be 
considered for all contamination cleaning to prevent recontamination of equipment 
and surrounding areas/personnel. Equipment may include shovels, drilling 
equipment, trenching machinery, heavy equipment (excavator, mini-excavator, loader, 
etc.), etc. Removed LA-containing material (soil, dust and debris) shall be cleaned up 
on a continual basis. 

1. Removed material shall be containerized, appropriately labeled and secured at the 
end of each work day. 

^- Contractor shall use a waste container that can be made secure from unauthorized 
disposal, so no extraneous waste is included with the waste generated by 
Contractor and no waste is removed from the container in an unauthorized 
manner. 



3. It is anticipated that a majority ofthe disturbed LA-containing material (soil, dust 
and debris) shall be maintained on-site (possibly used as fill) rather than disposed 
at an off-site location. 

4. Removed concrete, foundation components, or other large objects shall be power 
washed or cleaned prior to removal from the site. 

Demolition and removal of site structures (Work Phase #3) 

A. Contractor shall establish an exclusion zone around areas where demolition and 
removal of site structure activities are anticipated to be undertaken. These activities 
include the demolition or removal of the control building (house), switch gear 
building, capacitor bank cabinets, switch gear cabinets, and other associated 
structures. 

B. A pressure washer or similar wetting device shall be used during the demolition or 
removal of any LA-containing material (soil, dust and debris). 

C. Contractor shall wet-clean all surfaces other than those containing or immediately 
adjacent to electrical equipment. 

1. Contractor acknowledges that most areas and equipment contain electric panels 
and other energized electrical equipment and components which pose potential 
hazards. Use of controlled low pressure compressed air will be considered to 
clean debris and dust from these surfaces (as needed). 

2. Contractor shall exercise all due care and caution to avoid electrical hazards 
during his work. 

D. Equipment used during demolition or removal activities shall be completely cleaned 
of any soil, debris, and/or contamination prior to removal from the exclusion zone. 
Equipment will likely include heavy equipment (excavator, mini-excavator, loader, 
etc.). Removed LA-containing material (soil, dust and debris) shall be cleaned up on 
a continual basis. 

1. Removed material shall be containerized, appropriately labeled and secured at 
the end of each work day. 

^- Contractor shall use a waste container that can be made secure from unauthorized 
disposal, so no extraneous waste is included with the waste generated by 
Contractor and no waste is removed from the container in an unauthorized 
manner. 

3. It is anticipated that a majority of the disturbed LA-containing material (soil, dust 
and debris) shall be maintained on-site (possibly used as fill) rather than disposed 
at an off-site location. 

A. Removed concrete, foundation components (walls/foundation), or other large 
objects shall be power washed or cleaned prior to removal from the site. 

VIII. Personnel Monitoring 



A. Contractor's personnel shall wear personal sampling pumps, provided by the 
Company's Consultant, in order to allow the Company's Consultant to conduct 
personnel breathing-zone air monitoring each day ofthe work. 

IX. Transport and Disposal of Waste 

A. Contractor shall transport all waste in leak-tight containers, in poly-lined, enclosed 
vehicles. 

1. Contractor shall ensure vehicles transporting waste are be appropriately marked. 

2. Contractor shall ensure vehicles transporting waste carry all required shipping 
papers and that these shipping papers are completely and appropriately filled 
out. 

B. Contractor shall transport all waste generated during the performance of work 
described in this scope of work to a landfill permitted to accept the type of waste 
generated. 

1. Contractor shall complete all paperwork and pay all fees associated with the 
disposal of this waste. 

X. Completion of Work 

A. Clean-up work or ground disturbing work shall be considered finally complete after 
the work has been completed and when areas successfully pass aggressive air 
monitoring clearance tests following the activities described in VII Work Activites 
with LA Materials, above. 

1. Aggressive air monitoring clearance tests shall be performed in accordance with 
the RASAP (Appendix A). 

2. The upstairs area and the basement area ofthe control house shall be considered 
separate airspaces. 

3. Five (5) individual air samples shall be taken from each separate air space. 

4. Areas shall be considered clean when zero (0) Libby Amphibole fibers are 
detected in all air clearance samples when analyzed by TEM (ISO 103120). 

B. The work covered by this Scope of Work shall be considered complete when air 
monitoring described in X. Completion of Work A., above, has been successfully 
completed; all materials, tools, and equipment brought on site by Contractor have 
been removed from the site; and all waste generated in the performance of this work 
has been removed from the site and properly disposed of 
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Third West Substation Construction Sequencing 

At Third West Substation there are major environmental concerns due to the fact LA has been identified 

in the soil. Construction sequencing has been developed to limit construction duration of sub-grade 

work and to minimize the frequency of sub-grade construction Activities. Sub-grade disturbance will be 

separated into two parts. Below is a high level construction sequence. Prior to construction. Contractor 

to submit actual detailed construction sequence and schedule to be approved by Project Management. 

Prior to First Sub-Grade Disturbance 

1. 
2. 
3. 

5. 

6. 

7. 
8. 
9. 

Install splice box for 12 strand fiber in vault 331 (eliminating loop^inlto.the substation). 

De-energize the 46kV shunt capacitor bank and remove it (along wi tT^^^O). 

De-energize bank 6 (transformer and switchgear) and remove it (co o rd i n a tj op wjt h|a re a 

planning required). 

De-energize bank 7 (transformer and switchgear) and remove it (coordingli^^vith area 

planning required). 

Open switches 52A and 58A. Switch 53A a!jdkVT#2 can be removed. 

Open switch 51A. VT#1 and switgh,52A can^^removed along with the 46kV shunt capacitor 

disconnect switch. The fuses anMepdlto the olj^witchgeat^mt transformers can also be 

removed. 

De-energize and remp^the r e m ^ ^ g 46kv^b^egg|of the 46kV control building. 

Rernovejthjetwo 12.5^^hunt c a ^ ^ o r banks^^^^p^ 

Oi!^n^e11iz^^|est T e m p l j ^ S l ^ ^ r t h position) and Jordan 46kV. Open CBB54. Remove CB59, 

^ ^ p l , SW 5]^^md asso^^^pwi tches, ti^work, and getaways. 

First Sub-Grade Disturbance 

1. Remove the fouqdations/piers of all the equipment that was removed in the section above and 

backfill. 

2. Perform site work. 

3. Trench and install new ground grid. 

4. Trench new 46kV route inside the substation. Take outages on the 46kV exiting the substation 

to the north and install the new vault and route. 

5. Trench and install new duct bank for the 12.5 distribution from the existing man hole north. 

Remove the old duct bank from the existing man hole south. (Perform #6 at the same time if 

sidewalk/street work will be required) 

6. Trench and install conduit for new 48 strand fiber 

7. Excavate and pour new control building pad. 
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8. Excavate and pour new switchgear pad. 

9. Excavate and pour new transformer pads. 

10. Excavate and pour new 138kV circuit breaker pads. 

11. Excavate and pour new 12.5kV shunt capacitor bank pads. 

12. Excavate and pour 138kV bus supports and CCVT, foundations. 

13. Trench and install conduit and cable trench 

14. Trench and install 138k\/ transmission duct bank and conduit. 

15. Trench and install 12.5kV distribution vaults, duct bank, and conduit. 

Prior to Second Sub-Grade Disturbance 

1. Install all new equipment including: switchgear, transfo^rjrer^^.SkV shunt capacitors, 138kV 

circuit breakers, 138kV CCVT's, 138kV bus supports a n ^ u s , ^ ^ ^ s w i t c h e s , and control 

building. 

2. Perform panel to panel wiring in the new control building. 

3. Pull and terminate all outdoor 138kV control and power cable and the cWtloJ andlg^ower cable 

to the new switchgear. 

4. Pull all outdoor 46kV control and power cable and terminate at the YTC'sJ 

5. Perform checkout of 138k\/ yard equipr i^ t . relays, etc. 

6. De-energize 46kV Gadsby line. 

7. Energize Jordan and Gadsby at.l68j(V. 

Remove, CB59, CB48, and all their^assogjated bygyyork (refe^^engineering design and 

demolition plan). 

9. De-energize 46kV to ^ ^s t l e m p l ^ ^ s t p o s i t i o ^ ^ ^ g CB47 and switch 56A. 

10. RemayeiglB54 and as^giated^^^;ork. 

11. R^njergiz^^ikV to WesM"em^lef De-energize 46kV to Snarr. 

ifafter updating relay settings at Snarr). 

Second Sub-GradelDisturbance 

1. Remove the foun^tions/piers of all the equipment that was removed in the section above and 

backfill. ^ ^ ^ ^ 

2. Remove the 46kV control building and abandoned switchgear building. 

3. Remove the two building foundations and backfill. 
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Section 1 
Introduction 

This Site Health and Safety Program (SHASP) was prepared by R & R Env^^miental, Inc. (R & R) 
for the PacifiCorp 3rd West Substation Upgrade Project, Salt Lake C i t y ^ ^ ^ ^ ^ i i s plan is based 
on aU available site-speciftc data. In addition to other regulatory req^e^^nts, all ŵ ork will be 
performed in compliance with applicable parts of regulations set f o l ^ f f l ^ ^ ^ U. S. Occupational 
Safety and Health Administiation's (C)SHA)Titie 29 of tiie C o d g ^ ^ ^ ^ ^ g u l a t i o n s (CFR), 
Parts 1910 and 1926; and EPA's Hazardous Waste R e q u i r e ^ i ^ ^ C F R 2 ^ ^ ^ T h e contents of 
this SHASP are subject to review and revisions as new in^ggption becomes available. 

1.1 Pittpose of the Site Health a^^^ffety Program 
The purpose of this SHASP is to describe the chemi6ai''and safety hazards that may be pf^Mt, 
and the precautions to be taken to abate these haza^^^ring th^^^gtion of various type^F 
environmental samples, and removal activities at the^^^^^^^^tation site. Removal activities 
are defined to be the removal and disposal of encoimtere^^tamination during construction 
activities. The safety and health pro(^^^g^uflined in th i^^^^P are designed to minimize the 
possibility of injury or asbestos expos^e^toliitgii^rsonnel dufing^^ious sampling and removal 
activities. 

This SHASP is intended as a guideline t^^^lows tl]^fflealtifi|^d Saf^pManager (HSM) to 
respond to changin^^^^^^^regardin^thesin^^^tatiOT^;^^^toring data and related 
contiol measures^^^^^^^^^^) provid^ftdMonal guidar^^^he personnel conducting 
the work (constguetion contiactt^si)). 

1.2 Res^^Mbilitie^ythe Heal^feid Safety Program 
The requirements^estabUsl^^^pmigSi^^^arem^datory, and apply to all PacifiCorp 
persogn^gid Pacifi^^^^^^)ntiactors in\^Ql^^|tn implementing the described scope of 
j j i^^^^^j^^other persgmel entering regulated work areas during active field operations. 
„_jie ConstnSn^^Epntiac^H(Contiactor) is responsible to be familiar with the content of the 
^HASP and tiai^^^)ersor^^^garding this plan prior to the commencement of work. The 
^ S M will be availablgaciassist anj^^sure the Contractor adequately performs the tiaining. A 
^a^y of this plan is availa.ble to ai^^^thorized personnel who must enter regulated work areas. 
PagifACorp's Contiacto^^M maintain a copy of the SHASP, available for inspection, at the work 
sit^^^ing each day of field operations. 

The Contragtor wHL^g^iponsible for implementation of this plan and will report directly to 
the PacifiC^^^^^^^anager and HSM on all project related health and safety matters. The 
HSM will evai^^^ontiactor activities to ensure this plan is followed and adequately 
implemented. The HSM will report to the PacifiCorp Project Manger on all project related 
health and safety matters. In the event that an emergency situation arises, the HSM wUl 
coordinate with the PacifiCorp Project Manager and the Contiactor for immediate response. 
The HSM will notify the applicable EPA and state representatives as needed. The HSM has the 
authority to intercede directly and stop any unsafe practices. 
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1.3 Revision of the Health and Safety Program 
Changes in the scope of work operations, and/or changing or unanticipated site conditions may 
require modification and approval of the SHASP in order to maintain field safety in compliance 
with contiact requirements and OSHA regulations. Work operations affecje'd..by the revisions 
will not proceed unless specifically authorized by the HSM and PacifiC0r-p||and as needed 
through coordination with EPA's appUcable representative. 

1.4 Implementation of the Health and Sa^^^'ri^am 
Before activities begin on or around the site the HSM wiU coordinate with t^^ontiactor and 
assist with conducting an initial health and safety plarmî ^OT^ "tailgate" mee^^^^th site 
personnel to discuss safety procedures and to familiari^^^rsonnel with the potential^hazards 
of the site. Site personnel wiU be informed of anj^^^^ications to the SHASP durin^^^y 
tailgate safety meetings or when site conditionsf^^^s change. Th^laily meetings w i l l ^ ^ . 
facilitated by the Contiactor and attended as ne^^^fey the HSM^ 

The HSM vyUl also perform daily safety inspections thro^^^^pthe project to evaluate site 
operations and assess the Contiact<^^feiplementation of^apgropriate measures. 
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Section 2 
Health and Safety Project Organization 

2.1 Organization and Safety Responsibilities 
The PacifiCorp field work team will consist of the Project Manage^^^^iealth and Safety 
Manager (HSM), and Contiactor, sampling personnel, and equi^^^^^^gtors. This section 
presents discussions of the health and safety responsibilities o^^^ifiCo^^grsonnel and their 
contractors, and authorized site visitors. 

PacifiCorp has a definite line of reporting for indivi^^Mlptasked with health a n d ^ ^ ^ 
responsibilities. The health and safety responsibih^^^me project team are outlined^^he 
following sections. 

2.2 Responsible Persons 
2.2.1 Project Manager 
The health and safety responsibilitie^f^fe^oject Manager4inGlude, but are not limited to: 

# Ensuring that the SHASP is apprc^^^^^^^^^prior to c^^^^gement of operations 

# Ensuring that all site personnel are inf ojined of l^Qiyv^^4|pg^ntiallhazards associated with 
the work, the Work|]^^^MASP requi^^nte^^per i^^^^^ui red personal protective 
equipment, s p ^ ^ ^ ^ ^ ^ ^ ^ ^ r a c t i c e , ^^^gaction in the event of medical or chemical 
emergencies,i^^^lated s i t^^^ i f ic safet^iiiformation 

# Ensuring^^^^uired persoi^^rotective equipment, air monitoring instiuments, and other 
safety-relatedlitems are p ^ ^ ^ ^ ^ r j d i e projec^^ 

# Moflitorm^ overall^^^performan^^ffl^l^pgrsormel, in coordination with the HSM 

^^orrecting^^work p^^Ges and/or conditions that may result in injury and/or exposure. 
to hazards 

^immediately stopp^^he Worl^pthe event of an emergency or serious hazard 

^^^^aring and submitting required work progress/accident history reports and air 
m&nitoring reports 

# Warehousing al^^uired safety and health records (i.e. OSHA 300 Logs, Accident Reports, 
Records ̂ ^^t^^^^afety Inspection Reports, etc.) and submit to EPA's representative as 
needed 
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2.2.2 Health and Safety Manager 
The health and safety responsibilities of the Health and Safety Manager (HSM) include, but are 
not limited to: 

# Assist Contiactor with daily on-site implementation and enforcement^^^e SHASP 

# Being on-site for the duration of field activities for safety- and h^l^^B^ted duties 

# Ensuring site compliance with federal, state and OSHA safe^^^Pl^^feregulations and all 
requirements of the SHASP including, but not limited to, a^^^utorit^^^^of PPE, 
decontamination, site contiol, procedures used to minirmze hazards, safe^^^engineering 
contiols, the emergency response plan, spill contai^^^^pogram, and docuine^ation of the 
daily safety and health inspection results 

# Evaluating air monitoring data and recomme^^g changes to engineering contiols^^^k 
practices, and PPE 

# Assisting Contiactor with and/or conducting any o^^^gafety and/or health tiaining 

# Stopping work if unacceptable h^B^^safety conditior^^st, and taking necessary action 
to re-establish and maintain safe wofk^^^fed^ons 

# Providing 24-hour availability for consultation duringlB^^te emerger^s 

# Providing on-site gons^ulta^gi, as needeiS 

# Consulting ̂ ^ ^ m d coordinating any modifications to the SHASP with PacifiCorp and 
Contiactq^^^^U as the EPA^^resentativ^^^needed 

# Assisting Contractor with quM|t\MQn.t[gl on matters relating to safety and health 

# ̂ ^ ^ ^ g j ^ g accidefl^^sti'gations and^^^^ptg accident reports in addition to Contiactor 

|# Documentin^^^teafety an^^alth findings during dady quality contiol inspections 

^^Recommending cor^^ve act^^por identified safety and health deficiencies and overseeing 
corrective actioi^^mplemented by the Contiactor, in coordination with PacifiCorp 

# Pe^^^giing coUatera^aties as the Site Quality Contiol Officer (QCO) on this project with the 
c o i ^ ^ d tide of S^^palt i i and Safety/Quality Contiol Officer (SSH/QCO). These duties 
shall ̂ ^ ^ e : 

o Assistin^Contiactor to ensure all personnel on-site are acquainted with appropriate 
provisions of SHASP 

o Inspecting safety and health equipment to assure proper operation and accuracy 

o Monitoring the PPE and safety practices 

# Providing continued support for upgrading/dovmgrading of the level of personal protection 
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2.2.3 Contractor(s) 
The health and safety responsibilities include the following: 

# Contiactors have the same responsibilities as PacifiCorp field personnel and are responsible 
with the implementation of required activities stated in the SHASP irt^^#tion to oversight 
activities 

# Training aU site personnel regarding known and potential ha^^^p^ociated with the work, 
the Work Plan, SHASP requirements, proper use of requir^^^^^i^^^^tective equipment, 
specified safe work practice, proper action in the event of medical or che^eal emergencies, 
and related site specific safety information 

# Monitoring safety of field personnel, including p^^^^se of personal protecti^^p^uipment 

# Correcting any work practices and/or conditi^^Khat may resul̂ în injury and/or exposure 
to hazards 

# Immediately stopping the Work in the event of an em^^^^^or serious hazard 

# Preparing and submitting any re'^^^^^mrk progress/aceident history reports to PacifiCorp 

# Maintaining all required safety and-health reGO^^(d.e. OSHA 3^LQgs, Accident Reports, 
Records of Training, Safety Inspectio^^ports,'^^)^^[%^bmit^^fejch reports to 
PacifiCorp 

# Enforcing dail)^^^!^ ii^lementation of^igSffASP 

# Provide Material Safety Data Sheets (MSDSs^^subcontiactor-provided materials at the job 
site 

2.2.4 Authorized^Sit^pifi^^^ 
Th@]^^ItHMnd safety^^^^ibilities includeT 

^pReceiving si^Wzgrd and^fety instiuctions from the Contiactor and HSM 

M Reviewing and^^^lying wi tS je SHASP 

^^Iging PPE to enter r^piated work areas, when such contiols are required for entry as per the 

^msp 
# Reportin^iny obser^d unsafe act and/or condition at, or affecting, the work site 

In addition, ^ ^ g M ^ l visitor who seeks entiy into work area will present current 
documentation^^oirrent AHERA/EPA 2-hour Asbestos Awareness tiaining, site specific 
electiical hazard tiaining, and Respirator Fit Testing. In addition, the Contiactor shall maintain 
a visitor and tiaining log onsite. The Contiactor shall implement and appropriate form of 
identification (sticker, photographic identification badge, etc) which indicates appropriate 
tiaining has been received. This will be visible at all times upon site personnel and authorized 
visitors. 

2-3 "II R & R 



Section 3 
Hazard Assessment 

Trace amounts of Libby amphibole are known to be present at the site. M ^ ^ i s include 
asbestosis, a disease that makes breathing progressively more dif fic^^^^Pto scarring of the 
lung tissue and can be fatal. Libby amphibole fibers may also be g^onfei^uting cause to lung 
cancer and mesothelioma. Mesothelioma is a rare cancer of t h ^ ^ ^ g o^^^ungs and chest 
cavity that is always fatal and can almost always be associated^^m asbe^^^^osures. 

The primary concern is breathing airborne Libby amphiboletfibers. All site personnel will be 
protected from Libby amphibole exposure through v^^^raactices. These work ^^^ces 
include wetting the soil during excavation, coverir^Haicks during hauling, and considering 
wind direction during work activities. Personal^^^Ktive equipmentswill be used by ^ ^ ^ ^ 
personnel. Personal protective equipment will inclu^#ie use qft]^p)SH-approved respirators 
with high-efficiency cartiidges and Tyvek® disposabl^^^^m^^pFR clothing (as specified by 
PacifiCorp). AU site personnel workmg in exclusion zon^^^heomplete personal 
decontamination on a daily basis. 

The project includes excavation and tiansporfao^^^^tially contaminated soil. AdditionaUy, 
dust and debris may be removed from^^losed st i t i^^^^iat h^^^^m identified for removal 
or modification pending inspection for ^ ^ ^ y a quaj^^^^^^tant pru5r to ground disturbing 
activities. This consultar^pilfcbe contiactedtBy PaeiliSorp. Safeti^hazards associated with 
general clean-up ^ ^ ^ t i S ^ ^ J ^ i p s , falls^^^^points, colUsions - present a more consistent 
and potentiaUy^greater risk tha^^^by amphi^le exposure. Overall, the greatest individual 
site hazard wiUil^^eneral electi'ieali hazards r e l ^ d to unintentional contact with high-voltage 
electiical conductors. 
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Section 4 
General Health and Safety Program 

4.1 Project Management 
The most influential factor contioUing project safety is effective proj^^management, and the 
most influential personnel in this regard are the project manag^^^^^mgrp and Contiactor). 
Listed below in descending order are the five most important^o^'that project managers have 
to influence project safety: 

# Effective project management 

# Job coordination 

# Management emphasis on safety 

# Communication 

# Safe work environment 

Projects that run smoothly and are planned propeifl^^^show good^tfety performances. The 
opposite also holds tiue: jobs that run p^^ly (i.e., ]"^g^eb^^^iedu^^nder staffed, or 
poorly equipped) wiU^^^^tely show po^^^e t^^Sorm^^^J 

Incor^^Mgg^fety /^^n/f/a/ project planning 
lenabi^Si^^^^^Jo PGrform tasks safely with 

"Adequate sfaf^me, and equipment. 

^d.l Planning 
Sa^^giust be incorpo^#d into the project from start to finish in order to maintain good safety 
perfo^^ce. Incorpora^^ safety into initial project planning enables site workers to perform 
tasks ̂ ^ ^ ^ i t h ade^^^^taff, time, and equipment. Up-front planning also allows for 
compreher^^ha^^^ecognition and contiol planning by qualified staff. Activities such as 
confined sp^^gr^^^miergency response, and site safety meetings must be recognized and 
coordinated e^^^n\he project planning stages. 

When planning for safety, project managers should consider the following: 

Costs. Costs should be considered for safety equipment such as decontamination equipment, 
air monitoring instiuments, rescue equipment, protective clothing, and respirators. 
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Staff. Project managers should plan for adequate, qualified staff to perform the job safely. 
Staffing considerations may include rescue persormel, partners for the buddy system, and staff 
to perform air monitoring and prepare the health and safety plan (HASP). 

Time. Time should be allotted for necessary safety activities, including sit^^ety inspections, 
weekly Toolbox Safety Meetings, and site-specific health and safety pla^^HASPs) 
preparation and review. 

4.1.2 Effective Project Coordination 
Safety performance improves with improved project coo^^gtion. The foUov^g.areas, when 
effectively coordinated by project managers, benefit proj^^^ety performance-j 

# Coordinating subcontiactor activities 

# Coordinating staff and crew size 

# Coordinating with local hospital, rescue, and fire d e ^ ^ n S i ^ 

# Public notices, public meetings, ^^ff l^^^oir i ty 

# Prompt waste disposal 

# Equipment and material^deliveries 

4.1.3 Manage^nt Entpjiasis on S;̂ ĵy 
Managemen^^^^Kis on safe^^^ key comp^gnt of site safety management. Project 
managers shc^^^ear approp^^psafety equipment, maintain safety as a routine topic of 
planning and pr,^^gs m e e ^ ^ ^ ^ ^ ^ ^ g n i z e s^^Wiployees and discipline unsafe 
employees. Effectiv^giprgjgj^^pt^^^^^M^^^r^^ consistent message that safe behavior is 
ex^^^^mdanythi^^^spvill not be tolerat^^^ 

11.4 

Possessing 
^^ety 

Communicates 
good "pi^^fe skills^^^ften a significant factor in project safety because a good 

performance c ^ ^ ^ be acKi^pd without the project team communicating and working 
t̂ogether. Project manage^need to communicate safety expectations and instiuctions 
effe^^^y. Site employ^^should understand the site safety procedures and be aware fhat 
compUance with them i^Sjuired. They should feel comfortable to ask questions, report 
injurie^^^^nts, andlsalety concems, and to provide general feedback and recommendations 
to the p r o ^ ^ ^ ^ m ^ ^ y 

Tailgate Safety Meetings offer not only the opportunity to provide technical safety instiuction, 
but also provide occasion for feedback and suggestions from site employees. Personnel 
performing their craft can often suggest effective solutions to hazards, especiaUy those pertinent 
to their tiade. Overlapping hazards require effective communication and teamwork between 
the involved project staff. 
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4.1.5 Safe Work Environment 
Project Managers and site personnel maintain a safe work environment by consistently 
implementing SHASP and adhering to OSHA standards and guidelines. Contiactor or 
subcontiactors may have safety plans in addition to this SHASP. If this is^fecase, it does not 
absolve them from adhering to this SHASP in addition to components q ^ ^ ^ safety plans that 
may not be included in this SHASP. The HSM should be consulted "^^^tasks change and 
when unanticipated hazards arise to discuss safety issues and artign^^eglth and safety 
procedures accordingly. 

The first step in contiolUng hazards is the recognition of^^^azard. Emplo^^^hare 
responsibiUty for observing the work areas and proce^^^^ra identify potenti^^^xisting 
hazards. Project Managers, Contiactors and the HSM^^y perform inspections (auc^te^o 
identify and direct the correction of unsafe condi t i^^^d work practices 

4.1.6 Safety Audits/Inspections 
Safety audits may be conducted to identify unsafe c o i ^ ^ ^ ^ ^ ^ ^ o r k practices on site. Safety 
audits are an effective tool in identifj^g unsafe conditi^^^^^vork practices. The Contiactor 
should perform safety audits on a w^^^^b^js, or when n^^^^tances, processes, 
procedures, or equipment are intiodtiGea^^^^^^new occup^fenal safety and health hazard 
and when new or unrecognized hazar^^re obseme^^^e HSM w^^grform daily inspections 
and the project managers are encourag^^^perfori^^^^^^spectt^pft' The HSM will note 
and document any inspj^tionfindings identified gig^^^i^^^^idvi 

4.1.7 Corre^^gUnsaf^gmditio^ 
Unsafe condjti^^^oted during safety audits ̂ ^^neral observation must be assigned to a 
responsible ^^Kn(s) for requi^^p)Uow-up ac^^^y the Contiactor. The project manager(s) 
and HSM revi^^^fety audit^BassTir.e^^^v-upt^^oris adequately contiol the hazard(s). 
Project managers ai\M 
foE^^^^^ t ion is complin 

TtOtS iSite^Safety Audit Report fUe until the required 

Êor situations pr^enting ^Simminent hazard to employees, the auditor directs work to cease 
^nd workers to e^ îffltifeiarea i^^wdiately until the hazards are contioUed. The HSM and project 

lanager(s) have the^ufe)rity to^^^,work untU hazards are abated. 

^ ^ ^ d s shall be contioUed as quickly as possible and in a timely manner, based on the severity 
of ^ ^ ^ ^ r d as determ^fe by the Contiactor and/or PacifiCorp Project Manager or the HSM. 

S^Mard^ite Procedures 
Due to the div^se^iture of activities performed, there are a number of regulations and 
standards that must be considered during the performance of activities. In addition, there are 
standard procedures that are applicable to activities performed at aU hazardous, or potentiaUy 
hazardous, waste sites. This section summarizes some of the key OSHA standards and 
procedures that may be applicable to various activities. 
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The foUowing project health and safety program rules are adopted for the protection of aU 
persons involved with activities on all projects. These rules apply to management, owner, and 
site personnel as well as visitors while on the job site. These rules are general in nature and are 
not to be considered aU-inclusive, nor do they relieve contiactors, subcontiactors, or their 
employees from appUcable occupational health and safety regulations pr(^felgated by 
governmental authorities. 

4.2.1 Housekeeping 
Leads, hoses, and extension cords shaU be hung up with a nonGon9uctiv?^^terial, off all floors, 
stairways, and walkways. Trash such as drinking cups, cans^nd scraps from|.unch are not to 
be thrown down, but disposed of properly in marked containers. 

Available material, equipment, concrete forms, pi^^^^are to be stacked orderly awa^&pm 
walkways, doors, stairways, and ladders. 

Oil, grease, and other such Uquid spills shall be cleane^^^at^^^me of spiU and are not to be 
left unattended. 

Each person is responsible for housekeepi^^his or her respjective work areas. 

Where such items as protiuding rebar^^ichc^^j^tergate a tiipping^azard, they shaU be 
properly protected and conspicuously marked. 

4.2.2 Persone^^pteGt^^Equipm^^ 
Eye Protectio^^^kLfety glass^^MU be wor^^JU times. Safety goggles shall be worn when 
possible eye^hazards are present^^U-face shie^felshall be worn while grinding, chipping 
concrete, or ^^^possible hazardFare present. 

Hard Hats — HarMi^i^tiaUlbe^^ areas on site, except when inside an 
engl^^^^hicle. 

plioes — Steel-to^afety boia^^r shoes meeting fhe requirements of ANSI 241.1 are to worn at 
^11 times, except in^^losed veMd^. 

^ ^ M P ^"'^ Pants — Shj^^overin^me full tiunk and shoulders are required. Tanktops or 
mi^^ f shirts are not a l l^gd. Cut-off jeans or shorts wiU not be worn on the job site. 

Hearing^^tection -^Hgaring protection shall be worn when working in excessively noisy 
areas. 

Respiratory Protection — Respiratory protection shall be worn when required. 

Vehicle Safety — Seat belts shall be worn in aU vehicles. 

Disposable Coveralls — Required at aU times in the exclusion zone. Stieet clothes are not to be 
worn under disposable coveralls. 
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4.2.3 Excavation 
AU excavations five feet deep or deeper, and excavations shallower than five feet in unstable 
soil shaU be sloped, braced, or shored to prevent cave-ins. 

All excavations four feet deep or deeper shaU have a ladder for access intggthe excavation with 
no more than 25 feet of lateral tiavel in any direction. 

All excavated and available material shall be retained two feet or^^peffagm the edge of the 
excavation. 

All excavations shall be barricaded with the appropria^^prier tape and oth^^^^ctive 
devices as required. 

When entering an excavation that may be consid^^ a hazardous environment by sit^Sf^ty 
representatives, proper personal protective equiprQjentjrnust be w(^^ 

Full compliance with 29 CFR 1926.650 through .652 is reqmi^^y 

4.3 Accident Reportin^^^^^^stigati^^ 
AU accidents are to be verbally communi'Gat^l^^e^Qffice H S M ^ ^ ^ project manager(s) as 
soon as medical services are secured. T ^ ^ ^ i r i d i ^ ^ ^ ^ ^ ^ v e r b ^ ^ ^ ^ | j f y the HSM within 
eight hours of the accidjnt 

Necessary medic^^^^Cfes^^^^iployee c^^^Bjo be secured prior to the initiation of 
reporting and^^^tigation. Tf^^westigatio^^^ be thorough and performed, at a minimum, 
by the injured^^ployee's immediate supervis^^he results of the investigation are to be 
documented usin^he report fo^^to be signed b^^e investigator 

4.3.IJE0II0W 0 | 
^ ^ ^ ^ ^ ^ ^ ^ ^ s s resulted from the uncontroU^ release of hazardous material, the HSM is to 
^ ^ ^ t i f i e d immediately^^fetermine if additional monitoring should be prescribed. 

|As soon as practic^^^owin^^^mtial medical tieatment, the injured employee is to be 
^^eduled into the cliriig^at adrriimsters the annual examinations for the injured employee's 
0;^e/This is necessar^^gnsure that the employee receives quaUty medical tieatment during 
a i^^^^or recovery period. This does not apply to a subcontiactor employee. 

Accident-*repOTting p^pgedures that are client-specific and applicable are also to be enacted at 
this time. 

The HSM wUl follow up with the project manager to ensure that corrective action, if identified 
in the "Injury/Illness Report Form," has been implemented. 
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Section 5 
Training 

5.1 Introduction 
Contiactor is responsible for ensuring site personnel are adequa^^pMried. Ensuring that 
employees have fhe appropriate skiUs to perform the tasks assi^^^^J^^^safely is a key 
accident prevention tool. The three main goals of employee tiaining are: 

# Train employees to identify and evaluate hazards cor^^^ 

# Give employees the technical understanding c^aw to work in a safe manner 

# Promote safety awareness so that employees de^Mp the att i t^^p want to work in a s f̂e 
maimer 

5.2 Initial Training 
Employees are tiained when initiall>^^igne.dj^^w to the h l ^ ^ s and precautions appUcable 
to their work; when tiansferred to a ne\gj(9b; ^^^^^iprocesse^^^rds, or contiols change. 

The contents of initial tiaining may include| 

# Full 40 hour training as outUlgd in "Hazar^^^pWaste Operations and Emergency Response" 
standard ( ^ ^ ^ P E R ) , 29 M | l 910.120 

# Comprehens^^^^nin^^^^^^^^^^^^a^^^s specific to the employee's work 

# A ^ ^ ^ ^ ^ ^ g i of em^^^^^h t s^^^s^^^^^ t i e s under OSHA regulations 

explana^^^^wfi^^^^^ct with questions or concems 

A review of thiSMealth anSS^aety Program 

^-minute site speciif^glectiical hazard safety tiaining 

5.̂ ^^^resher ̂ ^ining 
Longer-seE^e employjeies typicaUy require refresher tiaining when: 

# Safety rule^^^^pgulations change 

# Organizational stiucture changes (e.g., tiaining in whom to contact) 

# New equipment or procedures are intioduced 

# Additional skiUs, such as first aid, are needed 
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5.4 Supervisory Training 
In addition to the initial and refresher tiaining requirements, those individuals who supervise 
individuals performing removal of encountered LA / asbestos containing material activities at 
the 3'''* West Substation site are required to have additional tiaining. Topieslipcluded in this 
tiaining include: SHASP, Chemical and Physical Hazard Recognition^^^K)ntainment, 
Contingency Plans, Health Hazard Monitoring; i.e., subjects that hel^mem perform activities in 
a safe and healthy fashion. Likewise, these individuals should b^tiam^^t the 40-hour 
AHERA/EPA Asbestos Contiactor/Supervisor level and mus^^^ble tosdocument current 
proof of refresher tiaining. 

5.5 Site Orientation 
The Contiactor wUl become famUiar with the site.afldlMzards through the plarming^^^ 
bidding process with PacifiCorp. A thorough sit^^^ntation meeting wUl be held to rev^^^ie 
health and safety procedures required on site. Thei^^^^P wiU^^^ffitssed, emergency^^^ 
procedures are reviewed, and site security is explainedft|n pergg^H assigned will have 
reviewed materials increasing their Libby amphibole haza^^^areness. Subcontiactor 
coordination is addressed, if appUca^feThe site orientati^^^Socumented with an Employee 
Meeting Record Form (Form B) and'^gS^^^Rsignature page^Ehe Contiactor (with 
PacifiCorp and HSM involvement) vy^feon^^fe^ite^prientatioi^^^tings for site personnel. 
Subsequent orientations are to be held a^ew sit^mp^;^gs or subc^tiactors come on site. 

5.6 Tailgate ̂ ^^^^eetings 
Site-specific discussions on ̂ ^^Masks and fi^^d^ntiol maintams employee safety 
awareness. Prod^tive safety meetings includ^^eview of actual field conditions and feedback 
and suggesti^^^om employee^^ese site saf^^gieetings are referred to as Tailgate Safety 
Meetings. 

The^ontiactor hold^^Ug^^afety Meetil^^^a='routine basis. TaUgate Safety Meetings 
^^^^^]^^i 'Gi jvork ^ ^ ^ h e hazards involv^f^and contiols for those hazards. The first 
iHailgate Saf^^^feeting i ^ ^ ^ t e orientation and SHASP review on the first day of the job. 

î Documentation of tH^^eeting'i^^prded on the Employee Meeting Record (Form B), located 
^^Appendix A. W h e ^ ^ ^ one o^^ro employees of a given contiactor are onsite, they may 
ehoose to attend the Tailgate Safety Meeting held by the subcontiactor rather than hold their 
o\^^Kkthis case, documentation of the personnel in attendance should be obtained and kept in 
the projeetefUes by thejg^tractor. Noting attendance in the log book alone is not acceptable. 

5.7 Confe^l^yfraining 
Contiactors a r ^ ^ S y responsible for ensuring appropriate tiaining for their employees, agents, 
and lower tier subcontiactor employees. 

Depending on site operations, joint subcontiactor TaUgate Safety Meetings may be appropriate. 
These joint meetings offer the opportunity to coordinate and improve common site safety 
procedures, such as emergency evacuation and decontamination. Joint TaUgate Safety Meetings 
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are held by the Contiactor with subcontiactors in attendance and with the HSM present to 
participate. 

In addition to the joint Tailgate Safety Meeting, the Contiactor or subcontiactor still must hold 
their own specific safety meetings in their area of expertise. The joint Tail^^Safety Meeting is 
in addition to the subcontiactors' own safety meetings and does not semejte replace them. 

5.8 Record Keeping 
Records of site-specific tiaining and any safety meetings are r^iffiained^^^te Contiactor on 
the Employee Meeting Record (Form B), and copies are su^Atted to the HS^^vd PacifiCorp 
on a weekly basis. 

Originals of all project-generated forms, includingil^i& and safety forms, are kept vi^^^e 
other project records in the project fUe. Docume^^J i of tiaining^^aintained for a mi^^mm 
of three years and stored by PacifiCorp. 

5.9 Hazard Communication 
Employees have the right to know a^^^^g^tzards of mate^^sthey work with. The right to 
know program implements the requiremen^^j^SiHA's Haz^^^gimunication Standard (29 
CFR 1910.1200). OSHA Standard 29 CF^giaWoSMazard C o ^ ^ i c a t i o n Standard" 
requires that aU employees handling or using mater^^^^^^may be_^zardous, be advised 
and informed as to the^hazard potential ^ ^ ^ a t e d ^ ^ ^ ^ ^ ^ ^ ^ ^ i a l s . The following sections 
outline the progra^^^pt^ppxcompliai^^^j^^^scope aMl^^nt of the standard. The 
main elements ̂ | t i^^rograi^^&ide a heal^^nd biological surveillance program, employee 
education ai^^gining program^md employe^^gosure determination program. It is only 
through the 'p^^^r implementa^^ and maintenance of such programs that maximum 
employee hea^^^^ safety prffite.Gtig^s£^ be ass^^^ 

T^^^pfer^^r has oy^^^p^ons ibUi^^^H^prd Communication to site personnel. The 
^^^P^l l l^^" |Ronsib^^^^sure fhat programs have been implemented by the Contiactor. 

i5.9.1 M a t ^ ^ a f i ^ O a t a Sheets 
^^ater ia l Safety Dj^pfaeet (MSl^pis an information sheet that provides specific 
^identification informafiSiS^about a chemical or material. The MSDS information may include: 

# Ingredients and hazar^ 

# Physical^^te 

# Fire and explo^^ information 

# Reactivity data 

# Health hazard information 

# Spill risk and disposal procedures 
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# Special protection information 

# Special precautions required for use 

It is the manufacturer's responsibility to provide this information for any^^terials containing 
hazardous or potentiaUy hazardous ingredients. 

A comprehensive collection of MSDSs exists. Prior to any projects^^^^t is the Contiactor 
shaU ensure that MSDSs are available for any material expect^^^be^u^^^or encountered 
during project work which represents a potential health and safety hazard^^^tiactor 
employees through possible exposure. MSDSs should bes^^red from the manufacturer and/or 
project ovmer. 

Copies of aU MSDSs for materials expected to b^^pzed or encountered during projeq^^rk 
are to be available at each project site, and each emgteyee is to be r t^e aware that thes^^^t 
and are available. 

5.9.2 Labels 
It is the responsibUity of the ContiactogtoTensure that all potentially hazardous materials 
brought to a project site are labeled as^me^ont^teof each conj^^r and the appropriate 
usage of hazard warnings. The HSM v^^evievys^^^^rk. 

5.9.3 Non-RoutS^Mlasks 
When employeeg^^^^uiredl^^^rform haz^^i is nonroutine tasks (i.e., confined space 
entiy, line breaj^^^ank clean^^fetc), the Contiactor shall conduct a special training session 
wiU be cond^^^to inform tho^^nployees a^^^e hazardous materials to which they may 
be exposed and^^^proper prggedures and persc^^protective equipment to be utilized to 
minimize exposT^^^tentigy^^^W^^^^JI^be^vailaBle to assist. 

^^Mal^^atio^^Kd Training 
Prior to any fiel(^^^ject sta^g^the Contiactor wiU conduct a pre-project tiaining session with 

^ U employees expeG^^to be i i i ^ ^ e d with project work, the HSM will be available to assist. 
Încluded in this tiai^^^essior^^^ie foUowing: 

^^^^qverview of the hazard communication requirement 

# A re\^ej^of the chgj^^ps present and anticipated to be encountered during the course of the 
proje^^ 

# ldentificati^^0^e location and availability of the written hazard communication program, 
the inventory of chemicals expected to be utilized and/or encoimtered, and the MSDSs for 
those materials 

# Discussion of the methods and observation techniques that may be used to detect the 
presence of a release of hazardous chemicals in the work area 
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# Discussion of how to lessen or prevent exposure to hazardous workplace chemicals 

# Instiuction in emergency procedures to follow if employees are exposed to hazardous 
chemicals 

# An explanation of the hazard communication program, including he^^^ead labels and 
MSDSs to obtain appropriate hazard information 

# An explanation of the proper use of personal protective equipment 

5.9.5 Informing Other Employees 
The Contiactor wUl ensure that their employees and,^^^loyees of subcontiactor^^^g been 
provided access to information on the hazardous Ghemicals at a project site. It is th^ 
responsibility of the Contiactor to ensure that tlrepiflowing information has been pro^n^^(the 
HSM will be available to assist): 

# Where the MSDSs are located 

# The name and location of the hazar^ojjLgi^enucals to whi^^mployees may be exposed and 
the appropriate protective measur^J 

# An explanation of the labeling syst( 
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Section 6 
Respiratory Protection 

Following are information and guidelines necessary for the proper^^g|on, use, and 
maintenance of respiratory protective devices. These guidelines a^ppj^^able to all employees 
performing duties requiring the use of respiratory protection an(^pedesigned to comply with 
29 CFR 1910.134. 

6.1 Definitions 
Approved - Tested and listed as satisfactory by the^^^nal Institute for Occupatior^j^^fety and 
Health (NIOSH). 

Contaminant - A harmful, irritating, or nuisance materjicd^ cogg^j^ations exceeding those 
normally found in the ambient air. 

Disinfection - The destiuction of palj^gerag 
substances. 

> especi^j^y means of chemical 

Immediately Dangerous to Life or Health (IWWM) - An atmospheric concentiation of any toxic, 
corrosive, or asphyxian^gubs^ance that po^s^an i m ^ ^ ^ ^ ^ ^ a t ^ life, would cause 
irreversible or delav^^^^i^health effei^^r^oulH interf3^^mi an individual's abUity td 
escape from a dangerous atmosphere. 

Oxygen-Defii^^m. tmospliere - A^^nosphere containing 19.5 percent or less of oxygen by 
volume. 

Partic^te^atter - ̂ ^^pension of f u ^ M E d ^ ^ ^ u i d particles or fibers in air such as dust, fog. 
f i ^ ^ ^ n i ^ ^ ^ ^ e , or sprays. 

fPneumoconiosis-Pt^^ng DTsOgust which when inhaled, deposited, and retained in the lungs 
^ a y produce sign^^^sympt^^^f pulmonary disease. 

^^^imtor - An approv^Mevice designed to provide the wearer with respiratory protection 
agai^^mhalation of a c^Jaminated atmosphere and, for some devices, oxygen-deficient 
atmosCTia^s. 

Vapor - T h ^ ^ g p u ^ ^ e of a substance that is soUd or liquid at ordinary temperature and 
pressure. 

Dusts - SoUd particles, mechanically produced, with a size ranging from submicroscopic to 
macroscopic. 

Fumes - SoUd particles generated by condensation from the gaseous state, generaUy after 
volatilization from molten metals, with a size usually less than one micrometer in diameter. 
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Mists - Suspended Uquid droplets generated by condensation or by breaking up of a liquid with 
a size ranging from submicroscopic to macroscopic. 

Gases - Substances fhat are gaseous at ordinary temperature and pressures. 

6.2 General Requirements 
Respirators wiU be considered an acceptable method of protectingi^^^^lth of personnel only 
under the following circumstances: 

When it has been determined that there are no feasible engineering or wor^^aGtice contiols 
that can be used to adequately contiol the hazard. 

During intermittent, non-routine operations (onejfox^'tlay for one day/week) 

During interim periods when engineering contim^^e^being desig^^land/or instaUed. 

During emergencies. 

As part of a safety procedure where^^^^^iHty for an excessj^g^r potentiaUy hazardous 
condition has been defined. 

Air purifying respirators may only be wom^in atmos^eres||hat c o n t ^ ^ t least 19.5 percent 
and not more than 23.^^^^mt oxygen. 

The multipUcitj^^^^zards that-^^y exist i r i ^^^^m operation requires a careful and intelUgent 
respirator sel^^^pFThe selecti(^^made complejc by the many types of respirators avaUable. 
Each type ha^^^)ecial Umitat^^p applicatior^^^rational and maintenance requirements. 
For these reasonsji^ i m p o r ^ ^ ^ a t j h e individi^^^sponsible for the respiratory program be 
trained and knowledgeable^^^^^^^^Sneiples M^spiratory selection and use. 

Th^^andat(^goveming#ie development of this program include but are not limited to the 
ioUowing: 

ALmerican National-Standard Ins^^^^ (ANSI): Practices for Respiratory Protection, Z88.2-1992 

^ ^ ^ : R e s p i r a t o r y ^ ^ ^ o n , ̂ O T ^ 1910.134 and 29 CFR 1926.103 

6.3^ftedical Surveillance 
Employe^^^U no^^^^ igned to tasks requiring the use of respiratory protection unless they 
have been deteririined^^to be physicaUy able to wear such equipment. Contiactor shaU be 
responsible for^f^esting and determining whether employees are physically able to wear a 
respirator. 

6.4 Selection of Respiratory Protective Devices 
Selection of respiratory protective devices for projects that require the use of such personal 
protective equipment is performed during the generation of SHASPs and/or AHAs as 
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described in Section 5. Information contained in Table 6-1, "Protection Factors," is used in the 
selection process. 

When selecting the correct respiratory protective devices, there are several factors that must be 
considered, including: 

Nature of tlie Hazard: Before selecting a respirator, the nature of the irihalation hazard must be 
identified. Oxygen deficiencies, physical hazards, chemical pro^^^^^^^ement and work rate 
limitations, and actual chemical concentiations and warning ̂ Po^rties^^gU factors that must 
be considered. 

Nature of Operation. The details of the actual operatio^^p^r process that is Greatiha|he 
hazard is important in selecting appropriate respi^^^^protection. 

Respirator Capabilities and Limitations. There are U i ^ ^ ^ n s associ^^With each type of 
respiratory protection devices. These Umitations a^^^GussedJ:^^^ 6-2 

The Contiactor is responsible for th^^rect selection of r^^katory protective devices. The 
HSM wiU be available to assist. Ger^^^^^^k ing , when I^^^] personal protective 
equipment is required, it wUl consis^^ja^^^la^haU-face respirgjor with P-100 cartiidges. 
When supplied air respirators are req^^^, 
bottles. 

equippetl^^^ emergency escape 

The descriptions and^mitations.of respirat^&^^^tibn deviGe^mcluded in Table 6-2 are 
extiacted from 3 0 ^ ^ ^ ' ^ ^ ^ " ^ ^ ^ ^ 

Table 6-1 
Respiratory Protection Factors* 

Respirator Protection Factor 

J^^gpFt icu l^gg i l te r Respiraj^rs 
Powerecl^l^^ifiring respirator with high-efficiency particulate filter (full-face). 

- High-efficie^^^rjiculatelii^^espirator with a full facepiece. 
- High-efficiency^pirticulate filtersrespirator with a half facepiece. 

1,000 
100 
10 
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Adapted from ANSI Z88.2 
Definition: Ratio of contaminant concentration outside respirator to inside. 
Use: Allows calculation of maximum use concentration in which a particular type of respirator will provide 

adequate protection to wearer [i.e., (PEL) x (P.P.) = maximum use concentration]. 

General Description 

Table 6-2 
RespJ^^^I^Wtection Devices 

Limitations Requirements 

Air Purifying Respirators 

Half-mask or full facepiece 
respirator equipped with air 
purifying units to remove gases, 
vapor, and particulate matter 
from the ambient air prior to its 
inhalation. Some air purifying 
respirators are power-operated 
and provide respirable air to the 
facepiece (or hood) under a 
slight positive pressure. 

Do not protect against oxygenF 
deficient (<19.5%) atmospheres 
or atmospheres t h a ^ ^ ^ ^ 
immediately dang f^M^o life 
and health (IDLt^)^^|method 
of purification is geheral j^ 
chemical or chemical g r ^ ^ ^ 
specific so they cannot bejusgdj 
in^mgspheres that conta im^ 
unknownlconcentrations of 
unknownttfiaterials. Also cannot 
be use^in atmospheres 
containmg chemicafeitHs^ 
presem^health risk beJowj^hek 
odor or taste t h r e s h o l d ^ T ^ ^ ^ 
useful l i fe^pgs t y g ^ ^ P 
respirator is|lmTiteo^pne 

Igoncentrationsio^antaminants, 
the breathing^imand of the 

f ea re r , and the|removal capacity 
igf the purificationfn^dium. 

Atmosphere|Supplying Respil^atoi'Sia^ 

When Level C respiratoj^fe 
protection devices a re^^ j f i ed , 
they will consist of a fu l l - ra^^^ 
respirator with an MSA G M ^ f f i S 
(NIQ^approval number T C ^ H 
^ ^ 1 2 8 3 ) cartridge or ^ 
leguivalent. Alternative 
[respirators and cartridges must 
be approved by the HSM. 

A respirable a t m ^ ^ e r e isi 
gS.ugplied independen^^t^^^p 
"g^^^^^i&SurroundlHg^^f 
wea re rSn^^^ev i ces 'p^ i de 
protection againstioxyget^^ 
deficiency anS^^t i tox ic 
atmospheres. 

^S^^ijnT[tation^of agnosphere 
supplylr^f^^i^fers- include 
time limitations^fi^supplied air, 
bulkiness of equipment, and 
inherent safety hazards 

associated with working while 
%ragging an airline or while 
p a r i n g an air cylinder. 

SCBAs will be pressure-demand 
types of devices, and where 
appropriate, equipped with an 
emergency escape bottle. 
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6.5 Training 

Respirators wiU not be issued to employees who have not been adequately tiained in their use. 
Contiactor is responsible for ensuring necessary tiaining. At a minimum, all employees and 
supervisory personnel who may be required to wear respiratory protective devices wUl receive 
tiaining in the foUowing: 

# Problems associated with improper respirator usage. 

# The nature of hazards associated with airbome contaminants. 

# ^ The capabilities and limitations of respirator types. 

# The proper care, use, and maintenance of respirators. 

# The performance of positive and negative field fit checks each time respiratory protection is 
donned. This includes the importance of the facepiece-to-face seal and of not using 
respirators when a good seal is not achievable. 

# The fact that parts from different respirators are not interchangeable. 

# How to properly inspect respiratory protective devices prior to use. 

# Successful completion of a fit test for the specific respirator that is to be used. 

# Documentation of tiaining is completed for each individual and maintained in the tiaining 
tiacking system. An example of the respirator tiaining form documentation appears as Form. 
H. 

6.6 Fit Testing and Field Checks 
Fit testing wiU be performed on aU employees assigned to project work that may require the use 
of respiratory protective devices. The Contiactor is responsible for ensuring proper fit testing. 
Testing wiU be performed by a qualified individual in accordance with accepted fit test 
procedures. Documentation of fit testing is completed for each tested employee and maintained 
onsite by the Contiactor. Positive and negative pressure field checks shaU be performed 
immediately prior to use. 

6.7 Inspection 
AU respirators shall be inspected before and after use. Respirators stored for emergency use 
only are inspected monthly. The Contiactor is responsible for adequate inspection. Inspections 
generally cover the following: 

# Condition of facepiece, connecting tubes, cartiidges, and stiaps. 

# Condition of the lens. Lenses should be free of scratches and seated tightly in retainers. 
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# FlexibiUty of all rubber parts. Deteriorated pieces should be replaced. 

# Condition of all valves. Exhalation and inhalation valves are to be checked to ensure correct 
seating. 

# On self-contained breathing apparatus (SCBA), air cylinder charges, regulators, and warning 
devices are to be inspected prior to use by individuals tiained to perform these inspections. 
For units stored for emergency use, these inspections are to occur at least monthly. 

6.8 Use, Maintenance, and Care 
Employees are not assigned to tasks requiring the use of respiratory protection unless they have 
been determined to be physicaUy able to wear such equipment, have been tiained, and have 
completed a successful fit test by the Contiactor. 

Employees requiring the use of respirators must be clean shaven. Additionally, anything that 
interferes with the facepiece-to-face seal (i.e., glasses, long hair, skull caps, etc.) wiU not be 
permitted when respirators are required. 

AU respirators and cartiidges are to be NIOSH/MSHA approved. 

Only approved replacement parts wiU be used in respirator repair. Maintenance on self-
contained breathing apparatus wiU only be performed by individuals certified by the 
manufacturer. 

Respirators assigned to and worn by one individual wUl be cleaned and sanitized after each 
use. Extieme care is to be taken during the cleaning process to prevent damage from handling. 

When not in use, respirators will be stored to protect them from physical damage, sunUght, 
extieme temperatures, and excessive moisture. 
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Acronyms 
AHERA Asbestos Hazard Emergency Response Act of 1986 
AOC Administrative Order on Consent 
BZ Breathing Zone 
CERCLA Comprehensive Environmental Response, Compensation, and Liability Act of 1980 
CFR Code of Federal Regulations 
CRZ Contamination Reduction Zone 
EPA U.S. Environmental Protection Agency 
EL Excursion Limit 
EZ Exclusion Zone 
HEPA High Efficiency Particulate Air 
HSM Health and Safety Manager 
LA Libby Amphibole 
LOTO Lock Out Tag Out 
NCP National Contingency Plan 
NIOSH National Institute of Occupational Safety and Health 
NPE Negative Pressure Enclosure 
OSHA Occupational Safety and Health Administration 
PERCo PacifiCorp Environmental Remediation Company 
POTW Publicly Owned Treatment Works (sanitary sewer system) 
PPE Personal Protective Equipment 
QA Quality Assurance 
QA/QC Quality Assurance/Quality Control 
R&R R&R Environmental, Inc. 
SHASP Site Health and Safety Program 
STEL Short-Term Exposure Limit 
TEM Transmission Electron Microscopy 
TWA Time Weighted Average 
WP Work Plan 

1.0 Introduction 
The U.S. Environmental Protection Agency (EPA), Region VIII is conducting emergency 
removal actions under the National Contingency Plan (NCP), utilizing CERCLA regulations, in 
Libby, Montana to address the risk to human health caused by exposure to Libby amphibole (LA) 
asbestos fibers. The LA fibers were introduced into the environment via vermiculite mining 
activities. LA fibers were subsequently used, spilled, and disposed of throughout the Libby area. 

Much of this mined vermiculite was sent to plants throughout the United States for processing. 
One of these processing plants was located in Salt Lake City, Utah, at the approximate center of 
the block bounded by 100 and 200 South and 300 and 400 West. Concentrations of LA were 
found in soils and in dust in buildings within this block. The U.S. EPA has conducted NCP 
emergency removal actions at various locations on the block. 

The plot where the vermiculite processing plant once stood is now owned by PacifiCorp and is 
inside the fence of an electric utility substation. However, currently there is no substation 
electrical equipment installed within the footprint of the processing plant. The address of this 
PacifiCorp substation is 147 South 400 West and is known to PacifiCorp as the "3rd West 
Substation". It is hereinafter referred to as the PacifiCorp Property. PacifiCorp and EPA have 



agreed, through an Administrative Order on Consent (AOC), that the PacifiCorp Property is to be 
cleaned up under the same general procedures and guidelines and in a similar manner as 
properties in Libby, Montana, e.g. as a NCP emergency removal action under CERCLA 
regulations. Cleaning of the PacifiCorp Property was conducted in 2004 and 2005 as part of 
EPA's overall Salt Lake City NCP emergency removal action strategy, but was handled 
somewhat separately. Upcoming renovations and site electrical upgrades have driven the need 
for continued removal and cleanup of LA that is encountered during construction activities at the 
PacifiCorp Property. It is not the intent of this project to serve in any way as follow-up cleanup 
or remedial activities to that which has taken place in 2004 and 2005. The intent of the activities 
conducted associated with this Work Plan (WP) include providing a safe working environment 
for construction workers, properly handling and disposing of any encountered materials, which 
contain concentrations of LA and ensuring measures are taken to minimize risk of exposure to the 
public. This WP outlines the approach to conducting these activities. 

1.1 Administrative Order on Consent 
Through an AOC, PacifiCorp is implementing appropriate and required measures regarding 
property it owns in Salt Lake City, Utah (the PacifiCorp Property), that was contaminated with 
LA asbestos when a previous owner processed vermiculite from Libby, Montana at the site. 
PacifiCorp will utilize a number of contractors to perform various elements of the LA over-
excavation work, including, but not limited to engineering; dust removal and building interior 
cleanup; soil removal, transport and disposal; air monitoring; and preparation of reports. 

1.2 Document Purpose 
The purpose of this WP is to describe the technical requirements of the PacifiCorp 3'̂ '' West 
Substation LA Over-Excavation Project (PacifiCorp 3"* 'Site Electrical Upgrade Project"), define 
roles and responsibilities of all project resources, and to serve as a guidance document for the 
PacifiCorp 3"* West Project as it proceeds. Appendices to this WP have been prepared for each 
phase requiring over-excavation activities, detailing contamination extent, ground disturbing 
activities to be conducted, and appropriate measures to be implemented. 

This WP complements other documents which have been previously prepared for remediation 
activities in 2004 and 2005 at the PacifiCorp Property, such as the AOC, Site Health and Safety 
Plan (SHASP), and the Site History. These previous documents will be tailored for current 
activities and utilized as appropriate. 

Any site-specific WP Appendices or applicable drawings will be reviewed and agreed upon by 
PacifiCorp, EPA, R&R, and the contractor(s) conducting ground disturbing activities before such 
activities commence. As necessary, this WP will be modified to reflect EPA requirements and 
changes in the scope of the project. This WP includes the Sampling and Analysis Plan (SAP) as 
Appendix A. 

1.3 Background 
An extensive site history, explaining the history of ownership and use, has been prepared by 
PacifiCorp Environmental Remediation Company (PERCo). This history, entitled West 
Substation Site History Report, is dated March 26, 2004. Numerous other documents exist that 
address the site. Also, at the request of EPA, the U.S. Department of Transportation Volpe 
Center and CDM Federal Programs Corporation prepared a report of sampling activities 
conducted at the PacifiCorp Property and at adjoining parcels. This report is entitled Sampling 
and Analysis Plan Revision 3 and dated March 2004. These reports give the background and 
characterization of the site. Cleanup of some adjoining parcels was conducted in early 2004 and 
subsequent years. The report developed by PERCo, entitled PacifiCorp Property Libby 



Amphibole Asbestos Cleanup Final Report dated September 14, 2005, details the remediation 
activities that have taken place at the PacifiCorp Property to date and what may remain regarding 
LA contaminated material. This report is incorporated by reference into this WP and will be used 
as a reference document. 

2.0 Roles and Responsibilities 
The PacifiCorp 3"* 'Site Electrical Upgrade Project" environmental team consists of PacifiCorp 
(site owner), EPA (the lead Federal agency for the site), Utah State Department of Environmental 
Quality (UDEQ), R&R (project consultant). To Be Determined (construction contractor), and 
other contractors. The roles and responsibilities of these team members follow. 

2.1 PacifiCorp 
As owner of the property, PacifiCorp is responsible for coordinating and paying for all over-
excavation acfivities (removal and disposal of encountered LA containing material) on the 
PacifiCorp Property associated with the currently proposed 3"* West Substation construction 
project. As such, PacifiCorp hires and oversees all contractors and consultants, prepares or 
oversees preparation of all plans and reports, and directs all work covered by this WP. As 
needed, PacifiCorp will provide information to the public as necessary and warranted. PacifiCorp 
will work with EPA and UDEQ to coordinate over-excavation and construction activities and any 
required communication efforts or strategies. 

2.2 EPA 
EPA is the lead Federal agency for implementing CERCLA Removals and providing Federal 
oversight of remediation actions. Associated with activities at the PacifiCorp property, EPA has 
put in place an AOC with PacifiCorp for ground disturbing and land use activities at the site, 
which are to be enacted as part of the PacifiCorp 3'̂ '' 'Site Electrical Upgrade Projecf'. EPA has 
overall responsibility for monitoring the ground disturbing acfivities at the PacifiCorp Property 
per the AOC. EPA responsibilities include, but are not limited to: 

• Provide overall agency oversight for the potential disturbance activities. 
• Maintain the AOC with PacifiCorp. 
• Assist in obtaining access agreements for all activities that must cross or otherwise utilize 

property owned by others than PacifiCorp. 
• Approve plans prepared for implementing the work. 
• Coordinate with the community and local, state, and federal agencies as needed. 
• Review results of any air and soil samples collected from within the project boundaries 

and in accordance with the sampling plan and advise accordingly. 

2.3 Environmental Consultant / R&R Environmental, Inc. 
R&R Environmental, Inc. (R&R) is an industrial hygiene consulting firm, with extensive 
experience in the health and safety aspects of asbestos work and in overseeing asbestos abatement 
jobs. PacifiCorp has retained R&R to prepare the Site Health and Safety Plan (SHASP) and the 
SAP. R&R will also act as PacifiCorp's on-site Health and Safety Manager and environmental 
point of contact. Some of R&R's specific duties may include: 

• Assist PacifiCorp in planning the over-excavation activities. 
• Assist in the preparation of the SHASP. 
• • Review WP addenda and design documents provided by contractors. 
• Assist in pre-construction meetings with the pertinent contractor to discuss activities. 
• Track project progress. 
• Monitor site security. 



Record digital photos of property before, during, and after project activities. 
Monitor the contractors to ensure compliance with approved plans, drawings, and 
specifications. 
Provide technical oversight support throughout the duration of project activities. 
Provide health and safety expertise at the site. 
Inspect containments and personal decontamination stations for proper setup and 
operation. 
Collect confirmatory soil samples. 
Procure laboratory services for analysis of removal confirmation samples and other 
removal-related samples (e.g., soil) as requested. 
Provide sample coordinator to generate chain-of-custody forms and coordinate analysis 
of samples. 
Provide copies of all paperwork, (e.g., field sample data sheets, logbooks, removal 
checklists, etc.) to PacifiCorp, including any revised forms. 
Maintain file folders that include sample data and copies of all applicable logbook pages, 
digital photographs, and EPA correspondence. 
Collect perimeter air samples throughout duration of ground disturbing activities. 
Collect personal air samples (8-hour time weighted average [TWA] and excursion limit 
[EL] in accordance with Occupational Safety and Health Administration [OSHA] 29 
Code of Federal Regulations [CFR] 1926.1101) as required based on historical .personal 
air sampling data. 

• Record minutes of meetings. 
• Prepare Monthly reports. 
• Work cooperatively with EPA, UDEQ and PacifiCorp to arrange appropriate personal 

and work-site monitoring needs. 

2.4 Contractor(s) 
All ground disturbing activities conducted within the PacifiCorp Property will be performed in 
accordance with all approved plans. In summary, activities to be performed by the pertinent 
contractor(s) include: 

• Attend pre-construction activity site walks upon PacifiCorp request. 
• Maintain site-specific health and safety plans. 
• Identify and acquire necessary permits. 
• Set up and maintain field office/staging area as needed for construction activities. 
• Excavate asbestos contaminated soils to the depth and extent needed for facility 

installation in accordance with design documents. 
• Transport excavated soils to approved offsite disposal locations. 
• Ensure final grade is in accordance with the grading plan or such plans to provide proper 

drainage. 
• Conduct health and safety monitoring. 
• Implement and monitor engineering controls for dust control. 
• Coordinate with R&R for any required soil sampling and subsequent laboratory analyses. 

2.5 Other Contractors 
Other contractors will be procured as directed by PacifiCorp to provide fill material, fencing, 
laboratory analysis, security, and other materials and services as needed. Their responsibilities 
would include: 

• Provide materials or services in accordance with the contract documents and as directed 
by PacifiCorp. 



3.0 Procurement of Contractors 
A variety of contractors will be utilized to complete the over-excavation and construction 
activities for the PacifiCorp Property site, which may include remediation contractors and 
contractors for providing fill, restoration, laboratory analysis, and fencing. The following sections 
describe the procurement process, the types of contracts, and which entity will procure and 
manage these contractors. 

3.1 Remediation Contractors 
In the event qualified remediation contractors are required, such contractors will submit cost 
estimates, as requested by PacifiCorp, based on the work plan addenda provided. PacifiCorp, or 
its agent R&R Environmental, will manage the construction contractor in the field. PacifiCorp 
and R&R will continually evaluate and oversee such contractors and make changes as necessary 
and feasible. 

3.2 Other Contractors 
A variety of other contractors will be used to complete the work. These include contractors to 
provide sample analysis, fill, restoration, and other activities related to the PacifiCorp 3"* West 
Project activities. These contracts will be procured and managed by PacifiCorp or R&R based on 
PacifiCorp's direction. 

3.3 Work Plan Specifications 
PacifiCorp has prepared WP specifications for activities detailed in the Construction Sequence 
document dated December 13, 2010. (Included as Appendix C) The WP specifications provide 
the specific details of the measures to be implemented at that phase ofthe construction project. 

The WP Appendices will be provided to the pertinent contractor(s) in advance of starting any 
ground disturbing activities. There will also be a pre-construction walkthrough conducted at the 
PacifiCorp Property to allow the contractor(s) to ask questions and fine-tune their approach to 
implement the WP. 



4.0 Contaminated Soil Removal 
Contaminated soil removals will be conducted as directed by PacifiCorp and as specified in 
Appendix C. 

4.1 Pre-Cleanup Meeting 
In preparation for the commencement of over-excavation activities, a pre-construction meeting 
will be held. This meeting will be for the purpose of ensuring each of the entities understands its 
roles and responsibilities, as well as those of the other entities, and how they interact. Contractors 
and Consultants will explain their roles, how their parts will progress, and any safety hazards 
associated with their parts of the work. Minutes of the pre-construction meeting will be recorded 
by R&R. 

4.2 Site Preparation 
PacifiCorp, R&R, and the pertinent contractor(s) will evaluate any work plan addenda before 
starting ground disturbing activities. Any imminent hazards identified during the pre-construction 
meeting will be evaluated to determine if corrective actions are necessary. Residential traffic and 
pedestrian points of hazard will be identified and posted with legible traffic signs throughout the 
duration of the construction acfivities. Work area boundaries will be established, demarcated, and 
posted with appropriate signage or equivalent. Waste load out and equipment staging areas, 
personnel and equipment pathways will be defined and demarcated as necessary. The pertinent 
contractor(s) will be responsible for maintaining these boundaries throughout the duration of 
ground disturbing activities. Based on the excavation area, the following additional activities will 
be completed by the pertinent contractor(s). 

4.2.2 Exclusion Zone Setup 
Exclusion zones (EZs) will be set up inside of the designated work area to ensure the health and 
safety of the workers and public. EZ boundaries are defined based on previous sampling results 
and site investigations and are mapped in Appendix C. The EZs will encompass areas of active 
ground disturbing activities (i.e. open excavations) and may include any selected non-
contaminated areas adjacent to the excavation areas. These non-contaminated areas may be 
utilized as contamination reduction zones (CRZ) for personnel exiting the EZs and entering the 
decontamination unit, or for staging of waste bags or equipment. The pathway on the ground 
inside the CRZ will be lined with polyethylene sheeting to ensure contamination is not spread 
onto a non-contaminated area. In some circumstances, the EZ may be moved (i.e., sliding EZ) to 
facilitate project activities. No adjustment to the EZ will occur without the approval of the 
PacifiCorp onsite representative. Asbestos waming signs will be posted on the EZ boundaries so 
that personnel may read the signs and take necessary protective steps before entering an EZ. All 
activities performed within the EZs will be performed in Level C personal protective equipment 
(PPE), as directed in the SHASP, unless specific modified procedures are cleared by the site 
Health and Safety Manager (HSM). 

Black (opaque) poly sheeting (minimum 6 mil. thickness) will be installed on existing substation 
chain-link style fencing to act as a visual barrier. Sheeting will be installed in a manner that will 
prevent failure for the duration of the project. 

4.2.3 Decontamination Setup 
In accordance with the SHASP, personnel decontamination will be evaluated on an area-specific 
basis, set-up and approved before ground disturbing activities commence. A properly demarcated 
three-stage decontamination unit will be established consisting of an equipment room, shower 
area, and a clean room for personnel decontamination during contaminated soil removal. 



Personnel decontamination procedures will be posted in the clean room so that personnel may 
read and take necessary steps to ensure their safety. Modified decontamination procedures, 
consisting of the use of designated facilities such as boot wash and/or wash down stations, may 
be instituted if the area to be cleaned is, through agreement between EPA and PacifiCorp, 
considered small enough to warrant such. Potable water will be used for all personnel 
decontamination. Wastewater generated from personnel decontamination will be collected and 
passed though a 2-micron filter and discharged to the city POTW. 

Equipment pathway controls will be implemented. That is, the paths the equipment will traverse 
during the work will be controlled. These controls are designed to minimize contamination of 
equipment during contaminated soil load-out. These controls may consist of but are not limited 
to, haul trucks driving over excavated pathways and covering truck dump boxes with 6-mil 
polyethylene sheeting to prevent contamination during contaminated soil loading. All haul truck 
exteriors will be fully decontaminated once contaminated material has been disposed of Specific 
requirements regarding the decontamination process for both personnel and equipment should be 
presented in the pertinent contractor's health and safety plan and shall be in full compliance with 
the SHASP for the PacifiCorp Property. 

4.3 Soil Excavation 
4.3.1 Contaminated Soil Removal 
The construction contractor or other identified contractor to conduct soil excavation work, will be 
responsible for selecting the appropriate equipment for conducting the excavations. Soil will be 
excavated to depths specified by the engineering drawings and PacifiCorp Project Manager. It is 
anticipated that most excavation activities for foundations will be conducted using a backhoe and 
open pit method. There may also be instances where an auger would be used. 

A portion of the site work will be conducted in previously cleaned areas of the substation. 
Contaminated soil was replaced with clean fill material in these locafions. The site plan dated 
05/21/2005 and contained in Appendix C identifies these previously cleaned areas and relative 
depths. Clean fill material will be treated as non-contaminated material to a depth of 12 inches 
above the previously cleaned depths (identified in the site plan). Any material within 12 inches 
of the contamination depth will be treated as contaminated material. 

Areas to be excavated (consisting mostly of new foundations, removal of existing foundafion and 
other facilities) are indicated on the plot map in Appendix C. 

4.3.2 Transportation and Disposal 
Contaminated material will be excavated and live-loaded into trucks directly at the property, with 
care taken to prevent contamination of the trucks. Poly sheeting may be placed over the side of 
the truck bed to prevent any contaminated material from spilling on the truck during loading. 
Controlled pathways will be constructed over uncontaminated property areas whenever possible 
so that trucks can be driven to the area(s) requiring excavation with minimal disruption. Prior to 
departing the property, trucks will have tarps secured over the beds. The utmost care will be given 
during loading to ensure that the truck exterior remains clean; however, trucks will be cleaned 
with water should the decontamination be warranted. Only authorized personnel will operate the 
mobile equipment. The pertinent contractor will ensure that all operators are fully trained to 
operate the equipment. All contractor personnel will be at least 2-hour asbestos awareness 
trained. All cleanup contractor personnel will have current 40-hour initial HAZWOPER training 
and annual 8-hour refreshers. Contaminated soils will be disposed of at Clean Harbors' Grassy 
Mountain Landfill or another appropriate facility. Roll-off units may also be used. 

8 



4.5 Air Sampling During Contaminated Soil Removal 

4.5.1 Stationary Air Sampling 
During contaminated soil removal/ground disturbing activities, the perimeter of the exclusion 
zone will be monitored for LA fiber migration by collecting stationary air samples at the 
exclusion zone boundaries. Stationary air sample calibration and collection procedures will be 
conducted in accordance with the SAP (Appendix A). Should perimeter air sampling indicate 
airbome off-site migration of LA, engineering controls (such as more careful working procedures, 
more wetting of soils, etc.) will be undertaken. 

4.5.2 Personal Breathing Zone Air Sampling 
Personal breathing zone (BZ) air samples will be collected on personnel conducting contaminated 
soil removal to document that the level of respiratory protection is adequate for the task being 
conducted. All personal BZ sampling will be conducted in accordance with Appendix A. Tasks 
related to contaminated soil removal include, but are not limited to, water hose operator, 
excavator operator, vacuum hose operator, truck driver, and laborer. Personal BZ air sampling 
will consist of collecting one time weighted average (TWA) sample and one short-term exposure 
limit (STEL) (i.e., one 30-minute excursion) sample per job description, a minimum of once. 

4.6 Removal Area Management 
The property will be divided into the following work areas: ground disturbing activities, 
decontamination, and site support. The pertinent contractor will control the movement of 
personnel and equipment between the areas. These controls will keep the contaminants within 
specified areas, reducing the potential for contaminant migration. The pertinent contractor will 
establish, maintain, and clearly mark the work areas with appropriate signage and barricades. 

4.6.1 Control of Surface Water 
Responsibility for the care of surface water will be borne by the pertinent contractor until 
completion of work. The cleanup contractor will provide the materials and the equipment to 
perform all work necessary to facilitate the control of the surface water and to minimize water 
intrusion to open excavations. Using temporary control measures, the pertinent contractor will be 
responsible for preventing surface water from running into the contaminated area of the exclusion 
zones and contaminated water from running off site. Stormwater will be controlled and diverted 
around the contaminated areas within the exclusion zones into the existing drainage systems and 
in accordance with any developed storm water plans for general permit compliance. As needed, 
the pertinent contractor will utilize mobile pump trucks to remove water that has come into 
contact with contaminated soils. This water will be filtered through 2-micron filters then 
discharged to the city storm sewer system. Surface water may be diverted as necessary^ 

Stormwater and surface runoff from a completely excavated (to clearance criteria) or previously 
"clean" but uncovered portion of the property will be diverted off of the property to the city storm 
sewer system. Dikes for this purpose will be constructed using onsite material to control surface 
water runoff from cross-contaminating clean sections of the property. If necessary, portable 
pumps will be used to remove any ponded water prior to covering the excavation. Stormwater 
management and any dewatering activities will also be in compliance with applicable plans and 
permits. 

4.6.2 Pollution Prevention 
Material will not be allowed to enter and pollute any surface water or groundwater in the project 
area. Vehicles and equipment will be lubricated or fueled in a controlled manner and in 



accordance with the applicable project plans such as a Storm Water Pollution Prevention Plan. 
All contractor personnel and subcontractors will comply with applicable federal, state, and local 
laws conceming pollution of surface and groundwater. Special measures may be implemented 
such as dikes around equipment that requires refueling on site, to prevent chemicals, fuels, oils, 
greases, and other materials from entering public waters. Water used in personnel and washing of 
equipment that contacted contaminated material will be filtered through 2- micron filters prior to 
discharging to the city storm sewer system. 

4.6.3 Dust Control 
During the movement of the contaminated material, dust control measures will be maintained. 
Except in areas where high voltage electrical equipment is located, the pertinent contractor will 
implement appropriate measures such as using water tankers with power spray units for dust 
control and a spray wash sprinkler for dust abatement when loading the soil. Dust abatement is a 
fundamental method in eliminating contaminant migration during excavation. Stationary air 
sampling at the exclusion zone boundary and visual observations will be conducted to evaluate 
dust control measures to ensure that fibers do not migrate outside the exclusion zone. All 
excavations, embankments, stockpiles, permanent and temporary access ways, waste staging and 
storage areas, stabilization materials handling areas, and other work areas may cause a dust 
hazard to others. Water sprinkling, chemical surfactant treatment (as approved by the PacifiCorp 
Project Manager and EPA), and plastic sheathing will be employed to control dust. Sprinkling 
will be repeated to keep the disturbed area damp at all times. Water trucks designed for this task 
or water hoses and sprinklers will be used. Dust control will be perfonned as the work proceeds 
and whenever a dust nuisance or hazard occurs. 

4.6.4 Security 
Security will be provided by the substation fence. The fence will be intact and all gates locked 
unless selected PacifiCorp representatives are present to ensure against unauthorized entry. 

5.0 Progress Reporting 
Monthly progress reports will be prepared by PacifiCorp's site agent. The monthly progress 
report will include tasks perfonned for the month, planned tasks for the next month, issues, and 
schedule summary. These reports will be available to EPA, UDEQ and Salt Lake City 
Corporation. 

Weekly progress reports will be issued to PacifiCorp. 

6.0 Schedule 
Schedules will be prepared by PacifiCorp and the pertinent contractors and updated, as necessary, 
in the weekly progress reports. 
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